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F.F.E. F.F.E. F.F.E.

01.   ACCESSIBILITY STANDARDS:  CONTRACTOR MUST BE FAMILIAR WITH AND, 

SHALL MAINTAIN ON THE JOB SITE, A COPY OF THE CURRENT ADAAG  

STANDARDS AND IBC CHAPTER 11 ACCESSIBILITY REQUIREMENTS (OR 

FLORIDA BUILDING CODE ACCESSIBLILITY) AS APPLICABLE. DURING 

CONSTRUCTION THE GENERAL CONTRACTOR SHALL BE MINDFUL OF THESE 

ACCESSIBILITY REQUIREMENTS INCLUDING MOUNTING HEIGHTS AND FLOOR 

MANEUVERING CLEARANCES AND, IN THE EVENT THAT FIELD CONDITIONS 

WILL NOT ALLOW FOR ACCESSIBILITY REQUIREMENTS TO BE MAINTAINED IN 

A PARTICULAR CONDITION OR INSTALLATION, CONTRACTOR SHALL NOTIFY 

THE ARCHITECT FOR FURTHER DIRECTION PRIOR TO PROCEEDING.

02. ADA DEVICES:  ALL DEVICES AND FIXTURES DEPICTED HEREIN AND WHERE 

NOTED AS “ADA” OR “ACCESSIBLE” SHALL AT MINIMUM BE INSTALLED IN 

STRICT ACCORDANCE WITH THE AMERICANS WITH DISABILITIES ACT AND 

APPLICABLE BUILDING CODES.  WHERE ACCESSIBILITY REQUIREMENTS MAY 

VARY BY JURISDICTION, FOLLOW THE MOST STRINGENT REQUIREMENTS.

03. ADA MOUNTING HEIGHTS:  ALL MOUNTING HEIGHTS SHOWN ON THIS PAGE 

ARE TO BE MEASURED FROM THE TOP OF FLOOR FINISH (i.e. NOT FROM 

SUBFLOOR).  THE CONTRACTOR SHALL ACCOUNT FOR THE THICKNESS OF 

THE SPECIFIED FLOOR FINISH WHEN ESTABLISHING THE MOUNTING HEIGHTS 

OF ACCESSIBLE ITEMS.

A C C E S S I B L E   E L E M E N T S   N O T E S

04. ADA PLAN DIMENSIONS:  ALL PLAN DIMENSIONS SHALL BE MEASURED 

FROM THE FINSH FACE OF SCHEDULED WALL FINISH.  THE CONTRACTOR 

SHALL ACCOUNT FOR THE THICKNESS OF THE SPECIFIED WALL FINISH e.g., 

WALL TILE, WHEN ESTABLISHING PLAN DIMENSIONS AND CLEARANCES FOR 

ACCESSIBLE ELEMENTS.

05. PLUMBING ELEMENTS AND FIXTURES:  SEE PLUMBING DRAWINGS AND 

SPECIFICATIONS FOR REQUIRED LOCATIONS AND MOUNTING HEIGHT OF 

PLUMBING ELEMENTS AND FIXTURES.  SHOULD CONFLICT EXIST BETWEEN 

MOUNTING HEIGHTS AND/OR CLEARANCES INDICATED HEREIN AND THE 

REQUIREMENTS OF THE PLUMBING ENGINEER, THE GENERAL CONTRACTOR 

SHALL NOTIFY THE ARCHITECT FOR CLARIFICATION PRIOR TO ROUGH-IN.

06. ELECTRICAL DEVICES: SEE ELECTRICAL DRAWINGS AND SPECIFICATIONS 

FOR REQUIRED MOUNTING HEIGHT OF ELECTRICAL DEVICES AND FIXTURES.  

SHOULD CONFLICT EXIST BETWEEN MOUNTING HEIGHTS INDICATED HEREIN 

AND THE REQUIREMENTS OF THE ELECTRICAL ENGINEER, THE GENERAL 

CONTRACTOR SHALL NOTIFY THE ARCHITECT FOR CLARIFICATIONPRIOR TO 

ROUGH-IN.
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HOD .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .   HIGHEST OPERABLE DEVICE

MAX  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  MAXIMUM

MIN  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  . MINIMUM

TOGB  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  . TOP OF GRAB BAR

WC  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .   WATER CLOSET

W/  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  . WITH

W/O  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  WITHOUT

FO  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .   .   .   .   .  FACE OF

(A)

FRONT APPROACH, 

PULL SIDE

(B) 

FRONT APPROACH, 

PUSH SIDE

M
IN

4
8
"

(C)

FRONT APPROACH, PUSH 

SIDE, DOOR PROVIDED W/ 

BOTH CLOSER AND LATCH

M
IN

4
8
"

M
IN

6
0
"

(D)

HINGE APPROACH, 

PULL SIDE

M
IN

5
4
"

(E)

HINGE APPROACH, 

PULL SIDE

(F) 

HINGE APPROACH, 

PUSH SIDE

M
IN

4
2
"

(G) 

HINGE APPROACH, PUSH 

SIDE, DOOR PROVIDED W/ 

BOTH CLOSER AND LATCH

M
IN

4
8
"

M
IN

4
8
"

MIN

24"

(H)

HINGE APPROACH, 

PULL SIDE

M
IN

5
4
"

MIN

24"

(I)

LATCH APPROACH, 

PULL SIDE, DOOR 

PROVIDED W/ CLOSER

(J) 

LATCH APPROACH, 

PUSH SIDE

M
IN

4
2
"

MIN

24"

(K) 

LATCH APPROACH, 

PUSH SIDE, DOOR 

PROVIDED W/ CLOSER

M
IN

4
8
"

MIN

24"

404.2.4.1  MANEUVERING CLEARANCES AT MANUAL SWINGING DOORS AND GATES

404.2.4.2  MANEUVERING CLEARANCES AT DOORWAYS WITHOUT DOORS OR GATES, MANUAL SLIDING DOORS, AND MANUAL FOLDING DOORS

(A) 

FRONT APPROACH

M
IN

4
8
"

(B) 

SIDE APPROACH

M
IN

4
2
"

(C) 

POCKET OR HINGE 

APPROACH

M
IN

4
2
"

(D) 

STOP OR LATCH 

APPROACH

M
IN

4
2
"

404.2.4.3  RECESSED DOORS AND GATES

404.2.4.6  DOORS IN SERIES AND GATES IN SERIES

M
IN

6
0
"

(A)

PULL SIDE
(B) 

PUSH SIDE

M
IN

4
8
"

X 
>

 8
"

X 
>

 8
"

(C) 

PUSH SIDE, DOOR PROVIDED 

W/ CLOSER & LATCH

M
IN

4
8
"

X 
>

 8
"

(A) 

48" MIN

(B) 

48" MIN

(C) 

48" MIN

404.2.4.3 RECESSED DOORS AND 

GATES.  A DOOR CAN BE RECESSED DUE 

TO WALL THICKNESS OR BECAUSE OF 

CASEWORK AND OTHER FIXED ELEMENTS 

ADJACENT TO THE DOORWAY.  THIS 

PROVISION MUST BE APPLIED WHEREVER 

DOORS ARE RECESSED.

MIN

18"

MIN

12"

MIN

36"

MIN

42"

MIN

22"

MIN

22"

D O O R   A N D   G A T E   M A N E U V E R I N G   C L E A R A N C E S

M
IN

6
0
"

MIN

22"

MIN

24"

MIN

18"
MIN
12"

ROOM REFERENCE TAG 

2

COLUMN LINES: 
CONSECUTIVE NUMBERS ARE 

USED FOR COLUMN LINES 

RUNNING NORTH & SOUTH 

677.52 ELEVATION TAG:
677.52 - ELEVATION (FT)

W-1

0G

L-1

ROOM NAME

101

101

1

DOOR TAG:
DOOR NUMBER 101

WINDOW TAG:
WINDOW TYPE 1

LOUVER TAG:
LOUVER TYPE L1

WALL TAG:
INTERIOR WALL TYPE 0G 

REVISION CLOUD AND TAG:
USED TO INDICATE SCOPE OF 

CURRENT REVISION

A1.013

TRUE

NORTH

1

A1.01

INTERIOR ELEVATION TAG:
INTERIOR ELEVATION 3 

ON SHEET A101

NORTH ARROW:
ARCHITECTURAL PLAN ORIENTATION 

FF&E: 
BY OTHERS

EXTERIOR ELEVATION TAG:
ELEVATION 1 ON SHEET A101

PLAN

NORTH

TA01

G1

A1.01

A1.01

SPECIALTY EQUIPMENT TAG:
SEE SPECIALTY EQUIPMENT 

SCHEDULE

PLAN KEYNOTE TAG:
KEYNOTE NUMBER 

SEE PLAN KEYNOTE SCHEDULE

BUILDING SECTION TAG:
SECTION 1 ON SHEET A101

WALL SECTION TAG:
SECTION 1 ON SHEET A101

ENLARGED DETAIL TAG:
DETAIL 1 ON SHEET A101

A1.01

#

HEIGHT #

WIDTH #

DEPTH #

CDS#

CASEWORK TAG

1

1

1

A CONSECUTIVE LETTERS ARE 

USED FOR COLUMN LINES 

RUNNING EAST & WEST

FACE OF MASONRY 

OR FACE OF GIRDER

2

NORTH ARROW:
CIVIL ORIENTATION

(SEE FLOOR PLANS AND 

DOOR SCHEDULE)

(SEE EXTERIOR ELEVATIONS 

AND GLAZING SCHEDULE)

(SEE LOUVER SCHEDULE)

(SEE PARTITION LEGEND)

INTERIOR FINISH TAG
PNT-1

RB-1

LVT-1

PL-3 SS-1

PRIMARY / ACCENT 
WALL FINISH

BASE FINISH

FLOOR FINISH

CASEWORK / 
COUNTERTOP FINISH

PNT-5

C-1
CURTAINWALL TAG:

CURTAINWALL TYPE 1

(SEE EXTERIOR ELEVATIONS 

AND GLAZING SCHEDULE)

S-1
STOREFRONT TAG:

STOREFRONT TYPE 1

(SEE EXTERIOR ELEVATIONS 

AND GLAZING SCHEDULE)
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A N N O T A T I O N   S Y M B O L S   &   T A G S



METAL STUD, 20 GA. MIN

FIRE-RETARDANT TREATED 

WOOD 2X10 BETWEEN 3 

STUDS MINIMUM  

FIRE-RETARDANT TREATED WOOD 

2X10 BETWEEN 3 STUDS MINIMUM

METAL STUD, 20 GA. MIN

NOTCH FACE OF WOOD BLOCKING 

3/8" DEEP AT STUD RETURN FLANGE

AXON VIEW

PLAN VIEW
NOTCH AT STUD FLANGE

CONTROL JOINT

FIRE-RATED CONTROL JOINT

AT FIRE-RATED PARTITIONS

AT NON-RATED PARTITIONS

JOINT MUST COMPLY WITH UL WW-D-0172

NON-RATED PARTITION

1-HOUR RATED 

PARTITION - CONTINUOUS

END OF SLIP 

TRACK

4" MIN

1" MAX. VERT. 

DEFLECTION GAP

TYPICAL STUD. SEE 

PARTITION SCHEDULE 

FOR STUD SIZE

3/4" COLD ROLLED 

CHANNEL BRIDGING W/ 

CLIP ANGLES EA. STUD

12" 

MAX.

ANCHOR SLIP TRACK TO 

STRUCTURE AS REQ'D PER DESIGN

DEEP LEG DEFLECTION TRACK.  

MEMBER SIZE AS REQ'D PER 

DESIGN.  MIN LEG DEPTH 3"

NOTES:

1. COMPLY WITH SPECIFICATION SECTION 092216 - NON-STRUCTURAL METAL FRAMING.

2. PROVIDE 3/4" CR CHANNEL BRIDGING AT 12" MAX. FROM TOP OF WALL.

3. PROVIDE ADDITIONAL 3/4" CR CHANNEL BRIDGING AT 48" OC VERT AT FULL HEIGHT ONE-SIDED 

PARTITIONS (GYP BOARD ONE SIDE ONLY), OR AS REQ'D PER DESIGN.

STEEL STUD GAUGE FOR 3-5/8" &  6" HEADER, JAMB, AND SILL STUDS AND TRACKS

10' - 11'

HEIGHT "H"

9' - 10'

16181810' - 12'

20

18

20

20

20

20

20

20

8' - 9'< 8'

20

20

20

20< 4'

4' - 6'

6' - 8'

8' - 10'

WIDTH "W"

14

18

16

20

20

14' - 15'

16

14

13' - 14'

14

18

16

12' - 13'

16

14

18

20

11' - 12'

14

DOOR 

OPENING

DOOR OPENING W/ 

SIDELIGHT/KNEEWALL

WINDOW 

OPENING

SILL SILL

J
A

M
B

 

P
O

S
T

HEADER

J
A

M
B

J
A

M
B

J
A

M
B

HEADER HEADER

NOTES:
1. DESIGN IS BASED ON A DIFFERENTIAL INTERNAL PRESSURE OF 5 POUNDS PER SQUARE 

FOOT, AND AN ALLOWABLE DEFLECTION OF L/240.

2. THE STEEL STUD GAUGE IS BASED ON STEEL STUD MANUFACTURER'S ASSOCIATION 

(SSMA) PROPERTIES AND PROCEDURES FOR ENGINEERING INTERIOR NON-STRUCTURAL 

NON-COMPOSITE FRAMING.

3. WHEN TYPICAL STUD SPANS EXCEED THOSE SHOWN,  WHEN LOADING CONDITIONS ARE 

OTHER THAN STATED, OR FOR OPENING WIDTHS OR HEIGHTS EXCEEDING THOSE SHOWN, 

CONSULT STRUCTURAL ENGINEER.

J
A

M
B

DUCT OPENING 

ABOVE DOOR

DUCT 

OPENING

J
A

M
B

J
A

M
B HEADER

SILL

HEADER

"W"

"W"

"W"

"W" "W"

UPPER+LOWER JAMBS

"W" MAX. BETWEEN

DOOR JAMBS

"W"  BETWEEN

"H
"

"W"

HEADER

SILL J
A

M
B

UNBRACED PARTIAL 

HEIGHT PARTITION

J
A

M
B

J
A

M
B

E
N

D
 

P
O

S
T

SILLS

TYPICAL 

JAMB

HEADER CONDITIONS

BOX HEADER

AT OPNGS > 6'-0"

SINGLE TRACK HEADER

AT OPNGS < 6'-0"

HINGE-SIDE 

JAMB  @

LEAD-LINED 

DOORS

DOUBLE STUD JAMB 

FRAMING.  AT DOOR 

OPENINGS DOUBLE 

STUD+WELD JAMB 

STUDS 12" 0.C. VERT. 

EXTEND STUDS FULL HT. 

AND ANCHOR TO 

STRUCTURE ABOVE

DOUBLE STUD+WELD 16 GA. 

JAMB STUDS 12" O.C. VERT. 

EXTEND STUDS FULL HT. AND 

ANCHOR TO STRUCTURE ABOVE.
SILL TRACK

1/4" BENT PLATE 42"x6"x3W" (LLV) 

W/ 1/4"x3.5" EXP. ANCHORS

DOUBLE STUD END POST.  

WELDED 12" O.C.

SHOT ANCHORS @ 8" O.C., 

STAGGERED

JAMB/END 

POST

1.1 METAL STUDS 16" OC.  DOUBLE-STUD JAMBS FULL HT. AT DOOR OPENINGS

1.4 DEFLECTION TRACK (0.0329"  MTL. THICKNESS). MAINTAIN MIN.1/2" STUD GAP

2.1 ONE LAYER 5/8 IN. GYP. BD

3.1 SOUND ATTENUATION BATT INSULATION. 3.5" THICK

3.5 ACOUSTICAL CEILING PANELS.  WHERE PANELS W/ COMBINED NRC/CAC RATINGS OF .70/35 
(OR BETTER) ARE USED, DRAPED INSULATION MAY BE OMITTED

3.6 ACOUSTICAL SEALANT JOINT. PROVIDE CONT. BEAD UNDER EACH LAYER GYP BD

3.7 ACOUSTICAL SEALANT JOINT. AT FLUTED DECKS, COPE GYP. BD. TO UNDERSIDE OF DECK. 
FILL VOIDS W/ INSULATION. APPLY ACOUSTICAL SEALANT CONT. AT JOINT

N U M B E R E D    N O T E S

G E N E R A L    N O T E S   -   P A R T I T I O N S

5.  ACOUSTICAL SEALANT

    A. AT ALL GYP BOARD AND METAL STUD PARTITIONS:  REQUIRED AT 

BOTTOM AND TOP RUNNERS AND AT WALL ANGLES WHERE DISSIMILAR 

MATERIALS MEET (SEE DETAILS).

    B. AT SCHEDULED ACOUSTIC PARTITIONS:  AIRTIGHT SEAL IS REQUIRED 

AT ALL PENETRATIONS.

    C. ELECTRICAL AND OTHER BOXES TO BE WRAP-SEALED (SEE DETAILS).

6.  PARTITION COORDINATION WITH OTHER TRADES

    A. GENERAL CONTRACTOR AND SUBCONTRACTORS MUST COMPLY WITH 

   GENERAL NOTE 9.07, PARTITION COORDINATION WITH OTHER TRADES

ON DRAWING G1.02, GENERAL NOTES.  

4.  SOUND INSULATION

    A. INSULATION THICKNESS SHALL MATCH CAVITY DEPTH UNLESS NOTED OTHERWISE.

    B. INSULATE BEHIND RECESSED ITEMS IN ANY SCHEDULED ACOUSTIC PARTITIONS.

1.  GENERAL NOTE REGARDING THE USE OF THIS DRAWING
     A. THIS DRAWING ILLUSTRATES THE FULL ARRAY OF STANDARD   

         PARTITION TYPES USED BY GMC AND IS INTENDED TO BE PUBLSHED 

IN ITS ENTIRETY FOR REFERENCE .....HOWEVER,....BE ADVISED THAT   

NOT ALL PARTITION TYPES SHOWN ON THIS DRAWING WILL BE USED 

IN EVERY PROJECT.

     B. PARTITION TYPES USED IN THIS PROJECT ARE AS TAGGED AND/OR  

         AS NOTED ON THE FLOOR PLANS. 

    C. DO NOT SPEND TIME SEARCHING FOR UNUSED PARTITION TYPES ON  

        THE FLOOR PLANS AS YOU WILL NOT FIND THEM. 

IMPORTANT NOTE

U.L. #

STC

----

--DRAWING MARK DESCRIPTION

FLOOR SLAB

3.1

2.1

1.1

3.6

3.5

STRUCTURE ABOVE

TRUSS, JOIST, OR STEEL DECKING AS INDICATED)

1.4

3.6 3.7

JT3
/8

"

2.1

G
A
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1
/2

"

U.L. #

STC

N/A

47DRAWING MARK DESCRIPTION

FLOOR SLAB

STRUCTURE ABOVE

TRUSS, JOIST, OR STEEL DECKING AS INDICATED)
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SCALE: 1 1/2" = 1'-0"

BLOCKING DETAILE10

SCALE: 1 1/2" = 1'-0"

CONTROL JOINT DETAILSA1

SCALE: 1 1/2" = 1'-0"

PARTITION INTERSECTION 1C7

SCALE: 1 1/2" = 1'-0"

SLIP TRACK DETAILE7

SCALE: 1 1/2" = 1'-0"

STUD FRAMING DETAILSA4
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TABLE 3 BASIC BUILDING CODE INFORMATION

CONSTRUCTION CLASSIFICATION (IBC 602) Type: ______________________________________

OCCUPANCY CLASSIFICATION (indicate all)
(IBC 302 & 504.2) ___________________________________________

MOST RESTRICTIVE OCCUPANCY 

CLASSIFICATION (IBC Tables 504.3, 504.4 & 506.2)

___________________________________________

Does building require Incidental Use Area Separation? (IBC 509.1)

Yes       NoMixed Occupancy (IBC 508)

Non separated (IBC 508.3)

Separated (IBC 506.2.2 & 508.4)

OTHER FIRE PROTECTION SYSTEMS, DEVICES, 

or FEATURES

If the building has any special or notable fire protection 
or safety feature or hazard the designers should list them 
here, describe the performance characteristics and refer 
to locations in construction documents. (e.g. fire 
extinguishers, smoke- evacuation/control/compartments. 
Note IBC 414.1.3.)

AS DESIGNED AS ALLOWED BY IBC

In Feet In Stories In Feet In Stories

TABLE 5 BUILDING DESIGN OCCUPANT LOAD

A

STORY FUNCTION OF SPACE (1)

B C D

FLOOR 

AREA (2)

(NSF or GSF)

MAX AREA 

ALLOWED PER 

OCCUPANT (3)

(NSF or GSF)

OCCUPANTS 

ON FLOOR 

FOR THIS 

FUNCTION
(4)

DESIGN 

OCCUPANT 

LOAD (5)

Story

(1) (2) (3) (4)

Subtotal Design Occupant Load for This Story/Level 

Subtotal Design Occupant Load for This Story/Level 

TOTAL BUILDING DESIGN OCCUPANT LOAD

FOOTNOTES:

1.  Provide the complete name of the Function of space using the left column of Table 1004.5 of the IBC. (1)

2.  Design Area per each occupant of this Function on this Story in either Gross (GSF) or Net (NSF) Square 
Footage. (2)

3.  Allowed Floor Areas in SF per Occupant per right column in Table 1004.5 of the IBC. (3)

4.  Divide Column A (2) by Column B (3) for each function and enter result, rounded up to the nearest whole 
person. (4)

5.  Subtotal all column C values for this floor to yield the Design Occupant Load. (5)

6.  Total Building design Occupant Load - sum of all Column D value (6)

IIB, NONCOMBUSTIBLE

B (BUSINESS) EXISTING (UNCHANGED)

+/- 40'-0", 
EXISTING 

(UNCHANGED)

N/A

N/AN/A

1

ACCESSORY 932 4

244

N/A

Story

(1) (2) (3) (4)

Subtotal Design Occupant Load for This Story/Level 

TABLE 11 ELECTRICAL INFORMATION

SERVICE TRANSFORMER: By Utility Company By Agency
       If by Agency:  __________ KVA Primary                __________ Voltage/Phase

ELECTRICAL SERVICE INFORMATION

Service Voltage/Phase: _______________________                  Amperes:_______
Service Entrance Conductors Size: _______________________   Quanity per Phase:_______
Total Connected Load: _______________________ KVA   Estimated Demand Factor: _______
Estimated Maximum Demand: _______________________ Amperes
Available Fault Current in Symmetrical Amperes: _______________________ Amperes
Interrupting capacity of Service Overcurrent Device: _______________________ Amperes
Grounding Electrode System Components: Metal Underground Water Pipe

Metal In-ground Support Structure(s)         Concrete-Enclosed Electrode
Ground Ring   Rod & Pipe Electrodes       
Plate Electrode          Other Local Metal Underground Systems or Structures
Other Listed Electrodes, please specify: 

EMERGENCY SERVICE INFORMATION

Generator 1: Emergency Standby Op. Standby      ______ Voltage/Ph      ______ Fuel       ________KVA
Generator 2: Emergency Standby Op. Standby      Integral Battery         ______ Fuel       ________KVA
Exit/Emergency Lights Backup Power    Battery         Generator
Fire Alarm System: Manual           Auto Manual/Auto Addressable Class A B _______
Fire Alarm System Method of Communication to Montoring Station (please specify): _______________________________.
Fire Alarm Pathway Survivability: Level 0 Level 1 Level 2 Level 3
Carbon Monoxide Detection Required? Yes No
Carbon Dioxide Detection Required? Yes No
Emergency Respondeer Radio Coverage Enhancement Required? Yes No

LIGHTNING PROTECTION SYSTEM ROVIDED: Yes No

NA

300 GROSS 

2-way Communication Required (IBC 1009.6.5 & 1009.8)

Fire Apparatus Access and Water Line (IFC 503 & 507)

244(6)

APPLICABLE CODES & REGULATIONS

2021 INTERNATIONAL BUILDING CODE (IBC)

2021 INTERNATIONAL EXISTING BUILDING CODE (IEBC)

2021 INTERNATIONAL FUEL GAS CODE (IFGC)

2021 INTERNATIONAL MECHANICAL CODE (IMC)

2021 INTERNATIONAL PLUMBING CODE (IPC)

2021 INTERNATIONAL FIRE CODE (IFC)

2020 NATIONAL ELECTRICAL CODE (NEC)

2009 INTERNATIONAL ENERGY CONSERVATION CODE (IECC)

2017 ICC A1 17.1 ACCESSIBLE AND USABLE BUILDINGS AND FACILITIES

TABLE 6 GENERAL FIRE PROTECTION REQUIREMENTS

SEPARATIONS

Fireblocking Required (IBC Section 718) Yes No

Draftstopping Required (IBC Section 718)

Smoke Control System Required (IBC Section 909)

Smoke Barriers Required (IBC Section 407 & 408)

Smoke Partitions Required (IBC Section 407)

Fire Partition Required (IBC Section 708)

Fire Barrier Required (IBC Section 707)

Fire Alarm System Required (IFC Section 907)

Emergency/Voice Alarm Communications System Required (IFC Section 907.5.2.2)

Standpipes Required (IFC Section 905)

Sprinklers Required (IFC Section 903)

Sprinklers Provided (__________)

Portable Extinguishers Required (IFC 906)

Other suppression systems Required (IFC 904)

Smoke & heat vents Required (IFC 910)

ALARM & DETECTION

SUPPRESSION

OTHER: (indicate other provided fire and life safety features not listed above, if any)

Fire Command Center Required (IFC Section 508)

Emergency Responder Radio Coverage (IFC Section 510)

______

TABLE 4 BUILDING HEIGHT & AREA

BUILDING HEIGHT

_____________________ SF

______________________________ SF
(maximum modified area per story)

TOTAL AREA OF BUILDING ALLOWED BY IBC (sum of all stories) ______________________________ SF

69,000

N/A

276,000

IBC TABLE 504.3

AREAS AS ALLOWED IN IBC PER STORY

Story:_____________________________________               _____________________________ SF (area this story)FIRST FLOOR 69,000

AREA AS DESIGNED ACCESSORY OCCUPANCY

      (IBC 508.2 & Table 506.2)

EXISTING 1ST FLOOR

TOTAL DESIGNED AREA OF BUILDING (summary of all stories) ______________________________ SF120,420

Story:______________________      _________________ SF (area this  story)   ______________ SF (area this story)40,140

TABLE 7 FIRE RESISTANCE RATING OF BUILDING ELEMENTS

BUILDING ELEMENT

RATING AS 

REQUIRED 

(in hours)

RATING AS 

DESIGNED

(in hours)

TESTING 

AGENCY & 

DESIGN NO.

(UL, FM, etc)

DESIGNERS 

WALL / 

PARTITION 

KEY CODE

Primary Structural Frame (IBC Table 601)

Bearing Walls: (IBC Table 601)
Exterior (IBC Table 705.5)
Interior

Nonbearing Walls & Partitions
(IBC Table 601, including footnote "d" & 
602)

Exterior (IBC Table 705.5)
Interior

Floor Construction (IBC Table 601) 
(including supporting beams & joists)

Roof Construction (IBC Table 601) 
(including supporing beams & joists)

Fire Walls (IBC Section 706)

Fire Barriers (IBC Section 707)

Shaft Enclosures (IBC Section 713)

Fire Partitions (IBC Table 708)

Opening & Protective Listing by Category 
(fire shutters, doors, etc. - IBC Section 716)

Others (as required by Designer)

0, EXISTING
(UNCHANGED)

NA

NA

1, EXISTING 
(UNCHANGED)

NA

NA NA

NA

NA

NA

NA

NA
NA

NA
NA

NA NA

N/A

N/A

NA NA

NA

NA NA

TABLE 9 PLUMBING INFORMATION

WATER SYSTEM: Service Line Size: ___________________________________________________  Inches
Peak Flow: _________________ GPM Total Demand__________  No. Fixture Units

SANITARY SEWER SYSTEM: Loading: _____________________________________________________ GPD
Service Line Size: ____________ Inches Slope: _____________ min inches/ft

Water Closets/Urinals (IPC Section 424.2):

Lavatories

MINIMUM PLUMBING FIXTURES REQUIRED/PROVIDED (IPC Section 403 & Table 403.1)

Other (list) ____________________________________________________________________________________

4" EXISTING (UNCHANGED)

Occupancy Classification(s) (same as OSE Table 3):  ____________________________________________BUSINESS

Total Building Design Occupant Load (same as OSE Table 5):_____________________________________244

1.    Occupancy:  __________   Total Load for this Occupancy: _________     Male: _________ Female: _________

Total Water Closets / Urinals

Total Lavatories

REQUIRED PROVIDED

Total Drinking Fountains

Total Unisex Toilets

Total Service Sinks

Total Other (list):

TOTAL BUILDING COUNT REQUIRED/PROVIDED (add all occupancies)

Male Male
PROVIDED
(round up)

BUSINESS 244

TABLE 10 MECHANICAL INFORMATION

AIR COMFORT SYSTEMS

Overall Thermal Transfer Value (OTTV): _______________________  BTU / (HR x oF x SF) 
Building Cooling Load: _______________________  SF / Ton
Building Heating Load: _______________________  BTUH* / SF (*BTUH = BTU/Hour)

OTHER LOADING FEATURES

Glass: U Factor: _____________________      Window to Wall ratio:_____________________
Insulation Values: Roof: _____________________                   Exterior Walls: _____________________

Outside Air minimum while occupied: _______________ CFM _______________ Occupants

MECHANICAL SYSTEMS, SERVICE SYSTEMS & EQUIPMENT

N/A N/A

Briefly describe mechanical system:  

+/- 40'-0, 
EXISTING 

(UNCHANGED)

75

75

43 EXISTING 
(UNCHANGED)

43 EXISTING 
(UNCHANGED)

BUSINESS 19

EDUCATIONAL SHOPS 2,338 50 NET 47

0, EXISTING
(UNCHANGED)

0, EXISTING
(UNCHANGED)

0, EXISTING
(UNCHANGED)

0, EXISTING
(UNCHANGED)

0, EXISTING
(UNCHANGED)

0, EXISTING
(UNCHANGED)

0, EXISTING
(UNCHANGED)

0, EXISTING
(UNCHANGED)

0, EXISTING
(UNCHANGED)

NA

NA

EXISTING 
(UNCHANGED)

NA

6" EXISTING 
(UNCHANGED)

1/8

EXISTING (UNCHANGED)

EXISTING (UNCHANGED)
EXISTING (UNCHANGED)

N/A

EXISTING (UNCHANGED)

EXISTING (UNCHANGED)

EXISTING (UNCHANGED)

N/A

N/A
N/A

N/A

EXISTING (UNCHANGED)
EXISTING (UNCHANGED)
EXISTING (UNCHANGED)

EXISTING (UNCHANGED)
EXISTING (UNCHANGED)

EXISTING (UNCHANGED)

NOTE:
1. SEE TABLE 3E FOR INTERNATIONAL EXISTING BUILDING CODE 
COMPLIANCE.

NA NA

122 122

4

3

4

3

2

NA

1

N/A

4 5 EXISTING IN 
SPACE 

(UNCHANGED)

4 5 EXISTING IN 
SPACE 

(UNCHANGED)

3 4 EXISTING IN 
SPACE 

(UNCHANGED)

3 4 EXISTING IN 
SPACE 

(UNCHANGED)

2

NA

2 EXISTING IN SPACE

1

NA 

1 EXISTING IN SPACE

NA

B (BUSINESS)

2,829 150 GROSS 

1,086 15 NET 73

1012,001 20 NET 

Total Assisted-use Children's Toilets NA

Total Assisted-use Children's Lavatories

Total Kitchen Sinks

NA

NATotal Bathtub

NA

UL# U432 & 
U415 NA

NA

TABLE 3E CODE INFORMATION FOR ADDITIONS, ALTERATIONS, OR

CHANGE OF OCCUPANCY TO AN EXISTING STRUCTURE

TYPE OF PROJECT:

METHOD OF COMPLIANCE:

(Check only one Option and all itemms 
that apply under that Option.)

Original Building Code and Eddition Applicable at time of Construction:_________________________________

Option 1: Prescriptive Compliance Method (IEBC Chapter 5)

Alteration (IEBC Chaps. 7, 8 & 9) Addition (IEBC Chap. 11) Change of Occupancy (IEBC Chap. 10)

Option 2: Work Area Compliance Method (IEBC Chaps. 6-12)

Alteration Level 1, minor including reroofing (IEBC Chap. 7)

Alteration Level 2, reconfigurations of space (IEBC Chap. 8)

Alteration Level 3, work area exceeds 50% (IEBC Chap. 9)

Agregate area of building: __________________________SF

Work area: ______________________________________SF

Option 3: Performance Compliance Method (IEBC Chap. 13)

Existing Sprinkler System? Yes No

Existing Fire Alarm System? Manual Auto

Seismic Evaluation Required? Yes No

Major Facility Project? (See $48-52-810(100(a)) Yes No

Change of Occupancy: Yes No

Existing Occupancy Classification(s): ____________________________________________________________

New Occupancy Classification(s): _______________________________________________________________

Historic Building (IEBC Chapter 12): Yes No

Preservation Rehabilitiation Restoration Reconstruction

1922, Latest Renovation = 2009 EBC & IBC

NOTE:  Where a fire wall is necessary to separate buildings, each building is to be provided individual code 
criteria Tables 3-11. See IBC 503.1.2

Yes       No

Yes       No

Yes       No

Yes       No

Yes       No

___________________________________________

IBC TABLE 504.4

TOTAL HEIGHT

(including any Allowable 
Increase)

Story:______________________      _________________ SF (area this  story)   ______________ SF (area this story)

Story:______________________      _________________ SF (area this  story)   ______________ SF (area this story)

Story:______________________      _________________ SF (area this  story)   ______________ SF (area this story)

Story:______________________      _________________ SF (area this  story)   ______________ SF (area this story)

Story:_____________________________________               _____________________________ SF (area this story)

Story:_____________________________________               _____________________________ SF (area this story)

Story:_____________________________________               _____________________________ SF (area this story)

Story:_____________________________________               _____________________________ SF (area this story)

AREA INCREASES AS ALLOWED BY IBC SECTIONS 506.2 & 506.3

EXPLANATION OF INCREASES:_____________________________________________________________

AREA LIMIT AS ALLOWED BY IBC TABLE 506.2 (area limiatation for each story)

BUILDING AREA

Story

(1) (2) (3) (4)

Subtotal Design Occupant Load for This Story/Level 

Story

(1) (2) (3) (4)

Subtotal Design Occupant Load for This Story/Level 

Yes No

Yes No

Yes No

Yes No

Yes No

Yes No

Yes No

Yes No

Yes No

Yes No

Yes No

Yes No

Yes No

Yes No

Yes No

Yes No

______

______

(Other)

MALE:____________________________ FEMALE:_____________(# Urinals allowed )

MALE:____________ FEMALE:_____________

2

Water Closets/Urinals (IPC Section 424.2):

Lavatories

Drinking Fountains ______________________

Unisex Toilet ______________________

Service Sink ______________________

Other (list) ____________________________________________________________________________________

2.    Occupancy:  __________   Total Load for this Occupancy: _________     Male: _________ Female: _________

MALE:____________________________ FEMALE:_____________

MALE:____________ FEMALE:_____________

Drinking Fountains ______________________

Unisex Toilet ______________________

Service Sink ______________________

Water Closets/Urinals (IPC Section 424.2):

Lavatories

Drinking Fountains ______________________

Unisex Toilet ______________________

Service Sink ______________________

Other (list) ____________________________________________________________________________________

3.    Occupancy:  __________   Total Load for this Occupancy: _________     Male: _________ Female: _________

MALE:____________________________ FEMALE:_____________

MALE:____________ FEMALE:_____________

Female Female

EXISTING (UNCHANGED)

PROJECT REQUIRES MINOR COMMUNICATION ADJUSTMENTS, WILL COORDINATE WITH GTC IT DEPARTMENT

NA

120,420

* 2,922 (LEVEL 2 ALTERATION AREA)

B

B

SECOND FLOOR 69,000

THIRD FLOOR 69,000

EXISTING 2ND FLOOR 40,140

EXISTING 3RD FLOOR 40,140

FOURTH FLOOR 69,000

EDUCATIONAL CLASSROOM

ASSEMBLY UNCONCENTRATED

EXISTING (UNCHANGED)

EXISTING (UNCHANGED)

EXISTING (UNCHANGED)

EXISTING (UNCHANGED)

EXISTING (UNCHANGED)

EXISTING (UNCHANGED)

NA NA NA NA

1, EXISTING 
(UNCHANGED)

For existing areas without floor plan modifications, existing HVAC system 
will be reused in place. 
Renovated areas will be conditioned by new water-source heat pumps. 
New water-source heat pumps will connect to the existing building heat 
pump piping loop. 
Ventilation air will be provided to all occupied zones with existing 
dedicated outdoor air units.

* LEVEL 1 + LEVEL 2 WORK = 13,418 SF

Fire extinguishers to be verified / provided in area of 
work

TABLE 1   FLOOD HAZARD INFORMATION & FLOOD LOADS

Base Flood Elevation (NGVD or FIRM)    ____________________________ MSL 
Design Flood Elevation (IBC 1612.3 and ASCE 24)      ____________________________ MSL 

NON HIGH-VELOCITY WAVE ACTION

   
Elevation of Lowest Proposed Floor (ASCE 24, Chapter 2) ___________________________________ MSL
Dry floodproofing (ASCE 24) Yes No

HIGH-VELOCITY WAVE ACTION

   
Elevation of bottom of Lowest horizontal Strucutral Member of lowest floor _____________________ MSL
Flotation resistant (ASCE 24) Yes No
Breakaway wall (ASCE 24) Yes No

IBC 1612 and SE-510, as applicable

ZONING CERTIFICATION

"I hereby certify that, to the best of my knowledge, these plans comply with applicable zoning ordinances, and 
that plans have been submitted to appropriate authority for their review and/or approval."

Signed: _____________________________________________ __________________
Architect / Engineer Date

EROSION AND SEDIMENT REDUCTION/STORMWATER MANAGEMENT

Designer's Certification:
"I hereby certify that the measures in this plan are designed to control erosion, retain sediment on the site, and 
manage stormwater in a manner that neither any on-site nor off-site damage or problem is caused or increased, 
that all structural measures are designed to the minimum standards for health and safety, and that all the 
provisions of the plan are in compliance with the Regulations contained in Chapter 72, Article 2, SC Code of 
Regulations (Erosion and Sediment Reduction and Stormwater Management Regulations)."

Signed: _____________________________________________ __________________
Engineer or Registered Landscape Architect (Circle one) Date

If the project does not require a National Pollution Discharge Elimination System (NPDES) permit from 
SCDHEC, include the following certification on the Site Plan(s):

Gable Stubbs, AIA

N/A

XXXX

N/A

FLOOD HAZARD AREA

Flood Map Information: Flood Zone:  ________________     (A Floodplain Permit is required for A and V zones)

Community Number: __________________    Panel Number: _______________ 

Is the Project Site in a 100 Year Flood Plain?  Yes No

X
(UNCHANGED)

450181 45083C0258D

EXISTING(UNCHANGED)

EXISTING(UNCHANGED)

EXISTING (UNCHANGED)

EXISTING(UNCHANGED)

NOT APPLICABLE



P L A N   L E G E N D

DISTANCE OF TRAVEL

EXISTING 1 - HR FIRE BARRIER

NEW ILLUMINATED EXIT SIGN 

EXISTING FIRE EXTINGUISHER

ADA ACCESSIBLE ROUTEACC

MAX OCCUPANTS SUPPORTED BY CLEAR 

EXIT WIDTH @ DOORS & CORRIDORS

EXIT DISCHARGE OCCUPANTS126

30

224

293
MAX OCCUPANTS SUPPORTED BY 

CLEAR EXIT WIDTH @ STAIRS

INTERIOR DOOR OCCUPANTS

140'-8"

NEW FIRE EXTINGUISHER

EXISTING ILLUMINATED EXIT SIGN 

FEC

FEC

WORK AREA (LEVEL 2 AREA OF 

RECONFIGURATION PER EBC)

LEVEL 1 ALTERATIONS (FINISHES, EQUIPMENT 

& FIXTURE REPLACEMENT / REPAIR PER EBC)

SKILLS LAB
132

EDUCATION SHOPS
1882 SF= 38

28

453

BREAKOUT
103

ASSEMBLY UNCON
245 SF= 17

STUDENT BREAK
150

ASSEMBLY UNCON
304 SF= 21

IT
106

ACCESSORY
110 SF= 1STORAGE

151
ACCESSORY
73 SF= 1

MECH/ELEC
135

ACCESSORY
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SIM LAB 1
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SIM LAB 2
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C
O

R
R
ID

O
R

1
3

6

CLASSROOM
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EDUCATION CLASSROOM
517 SF= 26

MECH
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148
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119
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120
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DEAN OF NURSING
124
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MEN
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UP

UP

UP

UP UP

DASHED LINES INDICATE ITEMS TO BE 
DEMOLISHED, TYP. 

PLAN

NORTH

WALL CUTTING & 
PATCHING AS 

NECESSARY FOR NEW 
PLUMBING, SEE 

PLUMBING DRAWINGS

WALL CUTTING & 
PATCHING AS 

NECESSARY FOR 
NEW PLUMBING, 
SEE PLUMBING 

DRAWINGS

FLOOR CUTTING & 
PATCHING AS 

NECESSARY FOR NEW 
PLUMBING, SEE 

PLUMBING DRAWINGS

WALL CUTTING & 
PATCHING AS 

NECESSARY FOR NEW 
PLUMBING, SEE 

PLUMBING DRAWINGS

D E M O   P L A N   L E G E N D

CARPET TO BE DEMOLISHED
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EXISTING HIGH SOFFIT 

FOR WINDOW 

EXISTING HIGH SOFFIT 

FOR WINDOW 

EXISTING HIGH SOFFIT FOR 

WINDOW 

PLAN

NORTH

CEILING FINISHES:

CEILING GRID TO BE 

DEMOLISHED 

LIGHT FIXTURE TO BE 

DEMOLISHED 

LIGHT FIXTURE TO BE 

DEMOLISHED 

LIGHTING:

CEILING GRID TO REMAIN, 

REPLACE CEILING TILES 

DEMO RCP LEGEND

SUPPLY DIFFUSER TO BE 

DEMOLISHED 

MECHANICAL:

EXISTING GWB

GENERAL NOTES  -  REFLECTED CEILING PLAN

1.  REPLACE ALL CEILING TILES. GRID TO REMAIN UNLESS INDICATED WITH 

DASHED LINES ON DEMO RCP.

2. SEE A2.01 FOR NEW LIGHT LOCATIONS & CONFIGURATIONS. INSTALL NEW 

GRID CROSSBARS, AS NECESSARY, AT DEMOLISHED LIGHTS AND DEMOLISH 

EXISTING GRID CROSSBARS, AS NECESSARY, AT NEW LIGHT LOCATIONS.
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SCALE: 1/8" = 1'-0"

DEMOLITION REFLECTED CEILING PLAN - LEVEL 1A1



UP

UP

UP

UP

UP

UP UP

UPUP

SKILLS LAB

132

MECH/ELEC

135

MED ROOM

133

CORRIDOR

136

SIM LAB 1

137

OBSV

138SIM LAB 2

139

WOMEN

141

MEN

143

JAN

142

MECH

145

CLASSROOM

144

LECTURE HALL 1

146

MECH

149

LAUNDRY

105

STUDENT BREAK

150

IT

106

STORAGE

151

MECH

109

CRITICAL CARE

115

OFFICE

113

CAMPUS POLICE

110

BREAK OUT

111

OFFICE

112

OFFICE

114

CHAIR

116

DIR. OF

ACCREDITATION

118

DIR. OF ADNP

119

DIR. OF

SIMULATION

120

FACULTY BREAK

130

RR

122

RR

121
RR

128

RR

127

ELEC

129
FREE MECH

131

STORAGE

123DEAN OF

NURSING

124

DIR. OF NURSING

125

DIR. OF CLINICAL

COORDINATION

126

CORRIDOR

134

STOR

117

OFFICE

COMMONS

108

OFFICE

COORIDOR

107

RECEPTION

104

BREAKOUT

103

LECTURE HALL 2

148

STAIRS

140

VESTIBULE

101

147A

LOBBY

102

PARTITION

147

133A

INTERIOR GLASS 

PARTITION, N.I.C.

1
0

'-6
 1

/2
" 
C
LR

1
0

'-6
 1

/2
" 
C
LR

12'-4 1/2". 2'-7 1/2"

4'-7"

21' - 1" CLR 7'-6 1/4" CLR

8
'-3

 1
/2

"
6

'-0
" 
C
LR

6
'-0

" 
C
LR

102A

132A

137A

138A

139A

115A

136A

3

3

33

3

INFILL TO MATCH EXISTING 

CONSTRUCTION

1'-6"

ALIGN

+/- 2' 9" +
/-
 2

' 9
"

A
LI

G
N

SWITCH DOORS

A7.02

A1

A7.03

H1

A7.01

F1

A7.02

E1

A7.03

C1

107ACORRIDOR

+
/-
 1

0
'-0

"

6'-0" MIN.

+/- 25'-0"

SEE RCP FOR 

HEIGHT AND 

LOCATION OF 

CUBICLE CURTAINS

GWB CHASE W/ 

ACCESS PANEL 

FOR MECH.

2

2
3

PLAN

NORTH

3
 1

/2
"

WALL TO BE PREPPED WITH 

INTERIOR MOISTURE BARRIER 

FOR BREATHABLE WALLPAPER

128A

127A

146E 148E

123E

120E

Structural - Slab on

Grade

1.  ALL WALL TYPES TO BE TYPE 1 U.N.O., SEE BELOW FOR WALL TYPES

2. SEE G1.22 FOR ADDITIONAL PARTITION DETAILS & REQUIREMENTS

GENERAL NOTES  -  FLOOR PLAN

1

3.5" INTERIOR WALL

-5/8" GYPSUM BOARD

-SOUND ATTENUATION BATTS

-3 5/8" METAL STUD 16" O.C.

-5/8" GYPSUM BOARD 

2

6" INTERIOR WALL

-5/8" GYPSUM BOARD

-PLYWOOD SHEATHING, IF INDICATED BY 

STRUCTURAL (NOT SHOWN)

-SOUND ATTENUATION BATTS

-3 5/8" METAL STUD 16" O.C.

-5/8" GYPSUM BOARD 

3

3.5" FURRING WALL

-5/8" GYPSUM BOARD

-SOUND ATTENUATION BATTS

-3 5/8" METAL STUD 16" O.C.
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SCALE: 1/8" = 1'-0"

FLOOR PLAN - LEVEL 1A1

SPECIALTY EQUIPMENT SCHEDULE

TAG DESCRIPTION

OFCI/

CFCI
S1 LED SMART TV OFCI

S2 VENDING MACHINE OFOI

S3 WASHER AND DRYER, PROVIDE POWER & WATER, COORD. W/ PLUMBING OFOI

S4 CUBICLE CURTAIN CFCI

S5 PROJECTION SCREEN OFCI

S6 HEADWALL BY OWNER, PROVIDE ELEC/DATA INFRASTRUCTURE OFCI

S7 REFRIGERATOR/FREEZER - SIDE BY SIDE - WITH ICE OFOI

S9 PRINTER OFOI

S10 FOLDING PARTITION CFCI

S11 WALL GUARD, SEE FINISH LEGEND CFCI

S12 LECTURE HALL 1 & 2 FURNITURE OFCI

S13 INTERIOR GLASS PARTITION OFCI



ACT-1

9' - 11"

GYP-1

8' - 8"

GYP-1

8' - 1"

GYP-1

8' - 10"

GYP-1

8' - 10"

INTERIOR GLASS 

PARTITION, N.I.C.

EXP-1

PROJECTOR BY 

OWNER

PROJECTION 

SCREENS BY OWNER

ACT-1

8' - 8"

GYP-1

7' - 2"

SIM LAB 2

139

OBSV

138

SIM LAB 1

137

CORRIDOR

136

MECH/ELEC

135

CORRIDOR

134

MED ROOM

133

SKILLS LAB

132

WOMEN

141

MEN

143

LOBBY

102

VESTIBULE

101

RECEPTION

104

LAUNDRY

105

STUDENT BREAK

150

BREAKOUT

103

IT

106

STORAGE

151

OFFICE

COMMONS

108

OFFICE

COORIDOR

107

CAMPUS POLICE

110

BREAK OUT

111

OFFICE

113

OFFICE

112

CRITICAL CARE

115

OFFICE

114

CHAIR

116

DIR. OF

ACCREDITATION

118
FREE MECH

131

RR

121

DIR. OF ADNP

119

RR

122

DIR. OF

SIMULATION

120

STORAGE

123

DEAN OF

NURSING

124

DIR. OF NURSING

125

DIR. OF CLINICAL

COORDINATION

126

RR

127

RR

128

FACULTY BREAK

130

ELEC

129

OFFICE

COORIDOR

107

OFFICE

COORIDOR

107

CLASSROOM

144
LECTURE HALL 1

146

LECTURE HALL 2

148

MECH

149

MECH

145

CORRIDOR

134

ACT-1

9' - 2"

ACT-1

9' - 2"
ACT-1

9' - 2"

ACT-1

9' - 2"

ACT-1

8' - 4"

ACT-1

8' - 0"

ACT-1

8' - 4"

ACT-1

9' - 2"
ACT-1

9' - 2"

ACT-1

8' - 8"

S4

S4

S4

S4

S4 S4 S4 S4
S4

S4 S4

S4S4S4S4

S4

GYP-1

8' - 0"

ACT-1

9' - 2"

S5 S5

ACT-1

8' - 8"

ACT-1

8' - 0"

ACT-1

8' - 0"

ACT-1

8' - 0"

ACT-1

9' - 3"

S4

2'-0" 23'-3"

ACT-1

8' - 0"

ACT-1

8' - 0"

GYP-1

9' - 1"

ACT-1

8' - 8"

ACT-1

10' - 0"

ACT-1

8' - 1"

ACT-1

8' - 1"

ACT-1

8' - 1"

ACT-1

8' - 1"

ACT-1

8' - 1"

ACT-1

8' - 1"

ACT-1

8' - 1"

ACT-1

8' - 1"

ACT-1

8' - 3"

ACT-1

8' - 1"

ACT-1

8' - 0"

ACT-1

8' - 3"

ACT-1

8' - 3"

ACT-1

8' - 3"

ACT-1

8' - 3"

ACT-1

8' - 8"

ACT-1

8' - 3"

ACT-1

8' - 3"

ACT-1

9' - 7"

ACT-1

8' - 0"
ACT-1

8' - 0"

S1

S1

S10

7'-0" 7'-0" 7'-0" 6'-8" 8'-11"

7'-0" 7'-0" 7'-0" 7'-0" 7'-0" 6'-8" 8'-11"

7
'-3

 1
/2

"
7

'-3
 1

/2
"

7
'-3

 1
/2

"
8

'-4
"

2
'-0

"
8

'-9
"

GYP-1

7' - 11 1/2"

7
'-3

 1
/2

"

NEW DROPPED GWB 

SOFFIT, GC TO 

COORDINATE W/ 

MECH.

SUPPLY DIFFUSER

RETURN AIR GRILLE

EXHAUST FAN

R E F L E C T E D   C E I L I N G   P L A N   L E G E N D

MECHANICAL: 

2X2 LAY-IN FIXTURE

2X4 LAY-IN FIXTURE

LAY-IN ACOUSTICAL 

CEILING SYSTEM - 2'X2' 

GYP BOARD - INTERIOR

EIFS SOFFIT - EXTERIOR

CEILING FINISHES: LIGHTING: 

EXPOSED STRUCTURE

LINEAR SUSPENDED FIXTURE

LINEAR WALL MT. FIXTURE

RECESSED LIGHT POCKET

CIRCULAR PENDANT FIXTURE

CIRCULAR SURF. MT. FIXTURE

CIRCULAR WALL MT.FIXTURE

CIRCULAR RECESSED FIXTURE

LINEAR RECESSED FIXTURE

2X2 LAY-IN METAL 

CEILING SYSTEM

2X2 LAY-IN WOOD 

CEILING SYSTEM

LAY-IN ACOUSTICAL 

CEILING SYSTEM - 2'X4' 

EXIT LIGHT

NURSE CALL LIGHTNC

1.  CEILING HEIGHTS SHALL BE AS NOTED ON REFLECTED CEILING PLANS.

2.  WHEREVER POSSIBLE NO CEILING TILE SHOULD BE LESS THAN 6" IN ANY 

     DIRECTION.

3.  SEE ELECTRICAL FOR ALL LIGHT FIXTURE TYPES AND SIZES.

4.  SEE MECHANICAL FOR ALL DIFFUSER TYPES AND SIZES.

5.  SEE INTERIOR ELEVATIONS FOR WALL MOUNTED LIGHT FIXTURE HEIGHT AND 

     LOCATIONS.

6.  COORDINATE LOCATIONS OF ALL LIGHTS, DIFFUSERS, AND DEVICES BETWEEN 

     THIS RCP AND MECHANICAL, FIRE PROTECTION, AND ELECTRICAL.  NOTIFY 

     ARCHITECT OF ANY DISCREPANCIES FOUND BEFORE PROCEEDING.

7.  WHERE EXIT SIGNS ARE LOCATED ABOVE DOORWAYS, CENTER FIXTURE OVER 

     DOOR BUT MAINTAIN MINIMUM OVERHEAD CLEARANCE.

8.  ALL SPRINKLER HEADS IN ACOUSTIC CEILINGS SHALL BE CENTERED IN CEILING 

     TILE.

9.  ALL BULKHEADS TO BE 4" BELOW ADJACENT ACT CEILING UNLESS NOTED 

     OTHERWISE.

10. ALL CEILING TILES TO BE ACT-1 U.N.O., SEE RCP FINISH LEGEND FOR ACTUAL                   

SIZES

11. SEE LIFE SAFETY PLAN FOR EMERGENCY LIGHTS

12. ALL  CEILING HEIGHTS TO REMAIN @ EXISTING LEVELS U.N.O.

GENERAL NOTES  -  REFLECTED CEILING PLAN

C E I L I N G    F I N I S H    L E G E N D

NUMBER TYPE DETAIL DESCRIPTION

ACT-1 ACOUSTICAL CEILING 

TILE SYSTEM

MANUFACTURER: ARMSTRONG 

STYLE: DUNE (1772) 15/16" SQUARE LAY IN 

COLOR: WHITE 

SIZE: 24" X 24" X 5/8"

SUSPENSION SYSTEM: EXISTING GRID TO REMAIN 

GYP-1 GYP BOARD CEILING PAINTED GYP BOARD CEILING

COLOR: PNT-2 (U.N.O. ON RCP) 

EXP-1 EXPOSED TO 

STRUCTURE

EXPOSED TO STRUCTURE - WITH NO FINISH
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SCALE: 1/8" = 1'-0"

REFLECTED CEILING PLAN - LEVEL 1A1

SPECIALTY EQUIPMENT SCHEDULE

TAG DESCRIPTION

OFCI/

CFCI
S1 LED SMART TV OFCI

S2 VENDING MACHINE OFOI

S3 WASHER AND DRYER, PROVIDE POWER & WATER, COORD. W/ PLUMBING OFOI

S4 CUBICLE CURTAIN CFCI

S5 PROJECTION SCREEN OFCI

S6 HEADWALL BY OWNER, PROVIDE ELEC/DATA INFRASTRUCTURE OFCI

S7 REFRIGERATOR/FREEZER - SIDE BY SIDE - WITH ICE OFOI

S9 PRINTER OFOI

S10 FOLDING PARTITION CFCI

S11 WALL GUARD, SEE FINISH LEGEND CFCI

S12 LECTURE HALL 1 & 2 FURNITURE OFCI

S13 INTERIOR GLASS PARTITION OFCI

PLAN

NORTH
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1) GENERAL:
A. DOOR AND/OR FRAME CONSTRUCTION SHALL BE AS SPECIFIED UNLESS NOTED OTHERWISE.
B. ALL TYPES OF DOORS ARE REPRESENTED IN THIS SCHEDULE FOR CONVENIENCE.  WHERE MORE 
DESCRIPTIVE INFORMATION MAY BE LOCATED ELSEWHERE, NOTATION IS MADE IN THE NUMBERED 
NOTES COLUMN. (E.G. ALUMINUM FRAMED ENTRANCE DOORS.  SEE SPECIFICATIONS)
2) MATERIAL AND FINISH:
A. MATERIALS AND FINISHES INDICATED ON THE SCHEDULE ARE AS FOLLOWS:

HM HOLLOW METAL
ST STEEL
ST/S STEEL / STAINLESS OR STAINLESS CLAD
WD SOLID CORE WOOD
WD/PL WOOD / PLASTIC LAMINATE FACED
WD/IR WOOD / IMPACT-RESISTANT VINYL-FACED
AL ALUMINUM
GL GLAZING/GLASS
PREFIN PREFINISHED (OR FACTORY FINISHED)
PNT PAINTED
STN STAINED

3) GLASS:
A. GLASS TYPES INDICATED ON THE SCHEDULE ARE AS FOLLOWS (SEE SPECIFICATION SECTIONS 
08 8000 "GLAZING" & 13 4900 "RADIATION PROTECTION"): 

MONOLITHIC:
G1 6.0mm      CLEAR, TEMPERED

5) DOOR HARDWARE:
A. "HARDWARE SET NUMBER" REFERS TO HARDWARE SETS SPECIFIED IN 
     SPECIFICATION SECTION 08 7100 "DOOR HARDWARE".
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102A CORRIDOR 3' - 0" 7' - 0" 1 3/4" N3 WD G1 F1 HM 2

107A CORRIDOR 3' - 0" 7' - 0" 1 3/4" N3 WD G1 F1 HM 2

115A CRITICAL CARE 3' - 0" 7' - 0" 1 3/4" F WD F1 HM 4

127A RR 3' - 0" 7' - 0" 1 3/4" F WD F1 HM REUSE EXISTING HARDWARE ON NEW DOOR

128A RR 3' - 0" 7' - 0" 1 3/4" F WD F1 HM REUSE EXISTING HARDWARE ON NEW DOOR

132A CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD F1 HM 2

133A SKILLS LAB 3' - 0" 7' - 0" 1 3/4" F WD F1 HM 4

136A CORRIDOR 4' - 0" 7' - 0" 0" F1 HM HM CASED OPENING @ DEMOLISHED DOOR LOCATION, GC TO FIELD VERIFY EXISTING CONDITIONS

137A SIM LAB 1 4' - 0" 7' - 0" 1 3/4" F WD F1 HM 3 UNEVEN PAIR, (1) 3'-0" DOOR + (1) 1'-0" DOOR

138A OBSV 3' - 0" 7' - 0" 1 3/4" F WD F1 HM 4

139A SIM LAB 2 4' - 0" 7' - 0" 1 3/4" F WD F1 HM 3 UNEVEN PAIR, (1) 3'-0" DOOR + (1) 1'-0" DOOR

147A PARTITION 4' - 0" 9' - 0" 1 3/4" F WD F1 HM 5 GC TO VERIFY PARTITON SIZE PRIOR TO ORDERING DOOR

D O O R   S C H E D U L E
LOCATION SIZE DOOR FRAME HARDWARE

DOOR

NUMBER ROOM NAME WIDTH HT THK

DOOR

TYPE MAT'L

GLASS

OR

LOUVER

TYPE

FRAME

TYPE MAT'L

GLASS

TYPE H
A

R
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L

120E 3' - 0" 7' - 0" 1 3/4" F WD F1 HM SWAP DOORS & HARDWARE 120E & 123E

123E 3' - 0" 7' - 0" 1 3/4" HM SWAP DOORS & HARDWARE 120E & 123E

146E 3' - 0" 7' - 0" 1 3/4" HM G1 1 EXISTING DOOR WITH NEW HARDWARE

148E 3' - 0" 7' - 0" 1 3/4" HM G1 1 EXISTING DOOR WITH NEW HARDWARE
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103

102
LOBBY
102

104
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STORAGE

151

107

OFFICE

COORIDOR
107

A7.01D
8

D
8

F
8

F
8

A7.01 D
2

D
2

A7.01

H8H8

A7.01

A2A2

S9

S2

S2

S9

8'-4"

INTERIOR GLASS PARTITION, 

FURNTIURE BY OWNER 
9

'-1
1
 3

/4
"

+/- 25'-0"

9
'-0

"

M
IN

3
'-7

"

S1

S1

3
S3 S3

S1

5
'-0

"

PAINTED SOFFIT 

DEMOUNTABLE WALLS, N.I.C. 
WALL BASE VINYL WALL GRAPHIC, BY OWNER

PAINT

EQ EQ

14'-3 1/8"

4
"

7
'-8

"

S2S2

PAINT

PL-2

SS-2

WALL BASE 

FILLER

D5

A7.11

42

302

18 12

36

153

33 24

222

36
33 24

18

211

33 24

18

301

30 12
36

302

30 12
36

302

18 12
18

301

30 12

2
'-1

0
"

2
'-0

"

PROVIDE POWER AND WATER FOR 

APPLIANCES, COORD. W/ 

ELECTRICAL AND PLUMBING 

S7

1
'-0

"

18

211

33 24

5
'-0

"

S1

WALL BASE 

PNT-4

PAINT TO CONTINUE BEHIND ALL 

OWNER FURNISHED APPLIANCES

PNT-5

2
'-0

"
3
"

3
"

2
'-6

"
3
"

3
" PNT-1

R 0' - 6"

S9

12'-11"

3" 3" 2'-6" 3" 3" 5"

R 0' - 10"R
 1

' - 1
"

3
'-1

"

1'-6"

R 0' - 6"

R 0' - 10"
R 1' - 1"

WALL BASE

PL-1

SS-1

PAINT

S9

2
'-0

"
2

'-1
0
"

222

33
33 24

222

33
33 24

222

33
33 24

33

302

30 12
33

302

30 12
33

302

30 12

FILLER PL-1

PNT-4

PNT-5

PNT-1

WALL BASE 

3
"

3
"

5
'-0

"

PNT-1

9
9

7
 M

o
rr

is
o

n
 D

ri
v

e
, S

u
it

e
 1

0
2

T
   

 8
4

3
.7

2
7

.3
14

0
G

 M
 C

 N
 E

 T
 W

 O
 R

 K
 . 

C
 O

 M

C
h

a
rl

e
st

o
n

, S
C

  2
9

4
0

3

C
h

a
rl

e
st

o
n

 T
e

c
h

n
o

lo
g

y
 C

e
n

te
r

G
o

o
d

w
y

n
 M

il
ls

 C
a

w
o

o
d

, L
L

C

A

B

C

D

E

F

G

H

J

K

1 2 3 4 5 6 7 8 9 10 11 12

1 2 3 4 5 6 7 8 9 10 11 12

A

B

C

D

E

F

G

H

J

K

D
R

A
W

N
  B

Y
:

IS
S

U
E

C
H

E
C

K
E

D
  B

Y
:

D
A

T
E

G
M

C

REG
IST ERED ARCH IT

EC
T

ST
AT

E

OF SOUTH CAROL I NA

GOODWYN,
MILLS

CAWOOD, 
LLC

GREENVILLE, SC
No. 101713

REG
IST ERED ARCH IT

EC
T

ST
AT

E

OF SOUTH CAROL I NA

GABLE
D.

STUBBS
GREENVILLE, SC

4676

8
/2

1/
20

2
4

 6
:4

0
:4

6
 P

M

IN
T

E
R

IO
R

 E
L

E
V

A
T

IO
N

S

2
2

0
 E

 K
e

n
n

e
d

y
 S

t

S
p

a
rt

a
n

b
u

rg
, S

C
  2

9
3

0
2

T
E

M
P

L
A

T
E

 V
E

R
S

IO
N

:  
2

0
2

2
.1

A
7

.0
1

A
u

th
o

r

C
h

e
c

k
e

r

0
8

/
0

9
/
2

4
B

ID
 D

O
C

U
M

E
N

T
S

S
C

C
 E

V
A

N
S

 B
U

IL
D

IN
G

 N
U

R
S

IN
G

 R
E

L
O

C
A

T
IO

N

A
C

S
T

24
0

0
0

5

O
S

E
H

5
9

-6
2

8
6

-J
M

08/09/24

SPECIALTY EQUIPMENT SCHEDULE

TAG DESCRIPTION

OFCI/

CFCI
S1 LED SMART TV OFCI

S2 VENDING MACHINE OFOI

S3 WASHER AND DRYER, PROVIDE POWER & WATER, COORD. W/ PLUMBING OFOI

S4 CUBICLE CURTAIN CFCI

S5 PROJECTION SCREEN OFCI

S6 HEADWALL BY OWNER, PROVIDE ELEC/DATA INFRASTRUCTURE OFCI

S7 REFRIGERATOR/FREEZER - SIDE BY SIDE - WITH ICE OFOI

S9 PRINTER OFOI

S10 FOLDING PARTITION CFCI

S11 WALL GUARD, SEE FINISH LEGEND CFCI

S12 LECTURE HALL 1 & 2 FURNITURE OFCI

S13 INTERIOR GLASS PARTITION OFCI

SCALE: 1/4" = 1'-0"

ENLARGED PLAN - LOBBYF1

SCALE: 3/8" = 1'-0"

LOBBY 102D2 SCALE: 3/8" = 1'-0"

STUDENT BREAK - aD8

SCALE: 3/8" = 1'-0"

STUDENT BREAK - bF8

SCALE: 3/8" = 1'-0"

OFFICE CORRIDORH8

SCALE: 3/8" = 1'-0"

CORRIDOR 134A2

NOTE: CABINET DESIGN SERIES (CDS) NUMBERS BASED ON AWI STANDARDS EDITION 2

CASEWORK SCHEDULE

CDS #

CASEWORK

TYPE DESCRIPTION
153 BASE CAB FALSE DRWR / REMOVABLE TOE FOR ADA

211 BASE CAB SGL DOOR / SGL DRWR

222 BASE CAB DBL DOORS / DBL DRWRS

230 BASE CAB 3 FILES

301 WALL CAB SGL DOOR

302 WALL CAB DBL DOORS

309 WALL CAB BLIND CORNER - SGL DOOR

ADA BASE CAB ADA SINK
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SCALE: 1/4" = 1'-0"

ENLARGED PLAN - SKILLS LABE1

SCALE: 3/8" = 1'-0"

MED ROOM 133 - aH7 SCALE: 3/8" = 1'-0"

MED ROOM 133 - bH9

SCALE: 3/8" = 1'-0"

SKILLS LAB - aE5

SCALE: 1/4" = 1'-0"

ENLARGED PLAN - SIM LABA1

SCALE: 3/8" = 1'-0"

OBSV 138A5 SCALE: 3/8" = 1'-0"

SIM LAB 1 - HEAD WALLA7 SCALE: 3/8" = 1'-0"

SIM LAB 1 - OBSV WALLA9

SCALE: 3/8" = 1'-0"

SKILLS LAB - bC5

SPECIALTY EQUIPMENT SCHEDULE

TAG DESCRIPTION

OFCI/

CFCI
S1 LED SMART TV OFCI

S2 VENDING MACHINE OFOI

S3 WASHER AND DRYER, PROVIDE POWER & WATER, COORD. W/ PLUMBING OFOI

S4 CUBICLE CURTAIN CFCI

S5 PROJECTION SCREEN OFCI

S6 HEADWALL BY OWNER, PROVIDE ELEC/DATA INFRASTRUCTURE OFCI

S7 REFRIGERATOR/FREEZER - SIDE BY SIDE - WITH ICE OFOI

S9 PRINTER OFOI

S10 FOLDING PARTITION CFCI

S11 WALL GUARD, SEE FINISH LEGEND CFCI

S12 LECTURE HALL 1 & 2 FURNITURE OFCI

S13 INTERIOR GLASS PARTITION OFCI

NOTE: CABINET DESIGN SERIES (CDS) NUMBERS BASED ON AWI STANDARDS EDITION 2

CASEWORK SCHEDULE

CDS #

CASEWORK

TYPE DESCRIPTION
153 BASE CAB FALSE DRWR / REMOVABLE TOE FOR ADA

211 BASE CAB SGL DOOR / SGL DRWR

222 BASE CAB DBL DOORS / DBL DRWRS

230 BASE CAB 3 FILES

301 WALL CAB SGL DOOR

302 WALL CAB DBL DOORS

309 WALL CAB BLIND CORNER - SGL DOOR

ADA BASE CAB ADA SINK
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SCALE: 1/4" = 1'-0"

ENLARGED PLAN - BREAK AREAC1

SCALE: 1/4" = 1'-0"

ENLARGED PLAN - CLASSROOMSH1

SCALE: 3/8" = 1'-0"

LECTURE HALL 1F1
SCALE: 3/8" = 1'-0"

LECTURE HALL 2F5

SCALE: 3/8" = 1'-0"

FACULTY BREAKC5

SPECIALTY EQUIPMENT SCHEDULE

TAG DESCRIPTION

OFCI/

CFCI
S1 LED SMART TV OFCI

S2 VENDING MACHINE OFOI

S3 WASHER AND DRYER, PROVIDE POWER & WATER, COORD. W/ PLUMBING OFOI

S4 CUBICLE CURTAIN CFCI

S5 PROJECTION SCREEN OFCI

S6 HEADWALL BY OWNER, PROVIDE ELEC/DATA INFRASTRUCTURE OFCI

S7 REFRIGERATOR/FREEZER - SIDE BY SIDE - WITH ICE OFOI

S9 PRINTER OFOI

S10 FOLDING PARTITION CFCI

S11 WALL GUARD, SEE FINISH LEGEND CFCI

S12 LECTURE HALL 1 & 2 FURNITURE OFCI

S13 INTERIOR GLASS PARTITION OFCI

NOTE: CABINET DESIGN SERIES (CDS) NUMBERS BASED ON AWI STANDARDS EDITION 2

CASEWORK SCHEDULE

CDS #

CASEWORK

TYPE DESCRIPTION
153 BASE CAB FALSE DRWR / REMOVABLE TOE FOR ADA

211 BASE CAB SGL DOOR / SGL DRWR

222 BASE CAB DBL DOORS / DBL DRWRS

230 BASE CAB 3 FILES

301 WALL CAB SGL DOOR

302 WALL CAB DBL DOORS

309 WALL CAB BLIND CORNER - SGL DOOR

ADA BASE CAB ADA SINK



FINISH FLOOR, SEE 
FINISH SCHEDULE

3/4" PLYWOOD 
SHEATHING

6" METAL FRMAING 
@ 12" O.C., TYP.

EXISTING 
CONCRETE SLAB

EXISTING EXTERIOR 
WALL

DESK LEGS

1X6 WD TRIM

(3) 2X6 
BLOCKING

4" RESILIENT 
BASE STAIR NOSING

6
 1

/4
" 
TY

P.

3 5/8" METAL FRAMING @ 
12" O.C., TYP.

1X WD TRIM PAINTED PNT-5, 
TYP.

4
"

CABINET DOOR: 3/4" PARTICLE BOARD WITH 
PLASTIC LAMINATE FINISH

BACK PANEL: PARTIAL HEIGHT 3/4" PLYWOOD 
WITH PLASTIC LAMINATE FINISH, SCOOPED 
OUT FOR PLUMBING CONNECTS. EDGES TO BE 
FINISHED. NO EXPOSED FASTENERS. SEALANT 
AT JOINTS

WALL: SEE PLAN

BACKSPLASH: 4" TALL CONTINUOUS 2 CM SOLID 
SURFACE. SCRIBE AND SEAL - SILICONE SEALANT 
TO MATCH COUNTER COLOR

COUNTERTOP: 2 CM SOLID SURFACE WITH 3/4" 
PLYWOOD SUBSTRATE. EDGES TO BE MITERED

FLOOR FINISH: EXTEND INTO FULL DEPTH 
OF CABINET. SEE FINISH PLAN

BASE: 3/4" PLYWOOD BASE WITH CLEATS 
AND BLOCKS FOR ADDED SUPPORT 
LEVELED AND SECURED BEFORE 
CASEWORK IS APPLIED. PROVIDE WALL 
BASE AS SCHEDULED

4
 3

/4
"

2
7
 3

/4
"

1
 1

/2
"

PULL: 4" SATIN WIRE, TYP.

APRON: 3/4" PLYWOOD WITH PLASTIC LAMINATE 
FINISH BEHIND SWINGING DOOR PANEL.

SSTL UNDERMOUNT SINK, EQ TO ELKAY 
ELHUD321655 (DBL BOWL), SEE PLUMBING

24" U.N.O.

3
4
"

CONCEALED HINGES: HEAVY-DUTY, 
FULL OVERLAY, TYP. 

VINYL COVER .060" MIN.

CONT. ALUM. RETAINER .070" MIN.

BUGLE HEAD DRYWALL SCREWS

METAL STUD FRAMING

FEATHERED JOINT COMPOUND

ALUM. FLUSH BASE BELOW

5/8" GYP BOARD

3"
8 3/4"

SCHEDULED SOLID SURFACE 

OVER SUBSTRATE  CAULK @ 

WALL JUNCTURE, TYP.

SOLID SURFACE EASED EDGE

ADD'L SUPPORT AS REQ'D

NOTES: 

1. COUNTERTOP COMPOSITION TYPICAL FOR ALL  

COUNTERTOPS IN PROJECT.

2. BRACKET TO BE CONCEALED IN GYP WALL 

LOCATIONS AND SURFACE MOUNTED AT CMU 

WALLS - TYP. 

METAL SUPPORT BRACKET EQ

TO RAKKS BRACKET 

#EH-1824 IN PRIMED FINISH-

ARCH TO SELECT COLOR FOR 

FINAL FINISH

COORDINATE IN WALL 

BLOCKING AS REQUIRED

GYP BOARD ON METAL STUD FRAMING

WALL BASE

WALL WITH SCHEDULED BASE: SEE PLAN

BACKSPLASH: 4" TALL CONTINUOUS 2 CM SOLID 
SURFACE OR QUARTZ. SCRIBE AND SEAL -
SILICONE SEALANT TO MATCH COUNTER COLOR

COUNTERTOP: 2 CM SOLID SURFACE OR QUARTZ
WITH 3/4" PLYWOOD SUBSTRATE. EDGES TO BE 
MITERED

FLOOR FINISH: EXTEND UNDER FULL DEPTH 
OF CABINET. SEE FINISH PLAN
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R

REMOVEABLE PANEL: 3/4" PLYWOOD WITH 
PLASTIC LAMINATE FINISH ON SUPPORT 
BRACKET EQUAL TO RAKKS ADA COMPLIANT 
VANITY SUPPORT BRACKET. NO EXPOSED 
FASTENERS.

SUPPORT BRACKETS 
EQUAL TO RAKKS ADA 
COMPLIANT VANITY 
SUPPORT BRACKET -
COORDINATE LOCATIONS 
WITH SINKS 

23"

ONLY AT CONTROLS LOCATED 44" MAX AFF

20-25" MAX DEPTH TO CONTROLS
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SSTL DROP-IN SINK EQ. ELKAY 
LRADQ191965 (SINGLE BOWL) OR 
LRADQ331965 (DBL BOWL)
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SCALE: 1 1/2" = 1'-0"

PLATFORM SECTIONA1

SCALE: 1 1/2" = 1'-0"

FLAT PANEL SINK BASED5

SCALE: 3" = 1'-0"

CORNER GUARD, FLUSHG1

SCALE: 1 1/2" = 1'-0"

COUNTERTOP W/ CONCEALED BRACKETD8SCALE: 1 1/2" = 1'-0"

06 - ADA SINKBASED1

NOTE: CABINET DESIGN SERIES (CDS) NUMBERS BASED ON AWI STANDARDS EDITION 2

CASEWORK SCHEDULE

CDS #

CASEWORK

TYPE DESCRIPTION
153 BASE CAB FALSE DRWR / REMOVABLE TOE FOR ADA

211 BASE CAB SGL DOOR / SGL DRWR

222 BASE CAB DBL DOORS / DBL DRWRS

230 BASE CAB 3 FILES

301 WALL CAB SGL DOOR

302 WALL CAB DBL DOORS

309 WALL CAB BLIND CORNER - SGL DOOR

ADA BASE CAB ADA SINK



F I N I S H    L E G E N D

F L O O R

TYPE DETAIL DESCRIPTIONNUMBER

CPT-1 CARPET MANUFACTURER: J+J FLOORING - KINETEX

STYLE NAME:  NETWORK 

COLOR: 

1A: TRACKS (2909)

1B: ENCRYPTION (2855)

SIZE: 12" x 48"

INSTALLATION: ASHLAR

LOCATION: BREAK OUT AND CLASSROOMS

M I S C

NUMBER TYPE DETAIL DESCRIPTION

B A S E

TYPE DETAIL DESCRIPTIONNUMBER

MANUFACTURER: JOHNSONITE 

STYLE NAME: 4" DURACOVE W/ TOE

COLOR: BLACK

SIZE: 4" x 1/8"

LOCATION: WHERE SCHEDULED

RB-1 RUBBER BASE PL-1 PLASTIC 

LAMINATE [TYP. 

FACE]

MANUFACTURER: FORMICA

STYLE NAME:  BEIGE ELM (5794-NG)

TEXTURE: NATURAL GRAIN 

LOCATION: ADMINISTRATIVE AREAS

PL-2 PLASTIC 

LAMINATE 

MANUFACTURER: FORMICA - FENIX 

STYLE NAME:  BIANCO KOS (J0032)

LOCATION: STUDENT AREAS

EXISTING TERRAZZO FLOOR - CLEAN, 

PATCH, REPAIR, AND FINISH TO RESTORE 

SURFACE APPEARANCE AS SPECIFIED.  

MATCH EXISTING BASE COLOR AND 

AGGREGATE TYPE AND COLOR. 

LOCATION: WHERE NOTED

TZ-1 EXISTING 

TERRAZZO FLOOR

MANUFACTURER: TARKETT

STYLE NAME:  VDL-XX-SQ

COLOR: CHARCOAL 

LOCATION: LECTURE HALL RISERS

RST-1 RUBBER STAIR 

NOSING

MANUFACTURER: MILLIKEN

STYLE NAME:  OBEX MONO CLOSED

COLOR: GREY

SIZE: 4.5M x 8M CUSHION 

LOCATION: ENTRY VESTIBULE

WOM-1 WALK-OFF MAT

MANUFACTURER: INTERFACE 

STYLE NAME:  BRUSHED LINES

COLOR: KOHL (A01606)

SIZE: 25cm x 1m

INSTALLATION: ASHLAR

LOCATION: LOBBY & OFFICE CORRIDOR

LVT-1 LUXURY VINYL 

TILE

CPT-2 CARPET MANUFACTURER: TARKETT 

STYLE NAME:  CREATE SPACE 

COLOR: CANDID (11771)

SIZE: 18" x 36"

INSTALLATION: MONOLITHIC

LOCATION: ADMIN AREAS 

GROUNDM CLEANED, & SEALED CONCRETE

LOCATION: REFER TO PLANS & SCHEDULE

SC-1 SEALED 

CONCRETE

MANUFACTURER: NORA BY INTERFACE 

STYLE NAME:  NORAMENT GRANO 

COLOR: 

SF-1a: WHITE FIR (5301)

SF-1b: SASSAFRASS (5320)

SF-1c: WINTERGREEN ( 5321)

SIZE: 2 x 23m

LOCATION: WHERE NOTED 

SF-1 SHEET FLOORING

W A L L

NUMBER TYPE DETAIL DESCRIPTION

MANUFACTURER: SHERWIN WILLIAMS

COLOR: EXTRA WHITE (SW7006)

LOCATION: WHERE NOTED

PNT-1 [GENERAL/MAIN 

PAINT]

MANUFACTURER: SHERWIN WILLIAMS 

COLOR: CEILING BRIGHT WHITE (SW7007)

LOCATION: GYPSUM SOFFITS, TYPICAL

PNT-2 CEILING PAINT

MANUFACTURER: SHERWIN WILLIAMS 

COLOR: SILVERPOINTE (SW7653)

LOCATION: DOOR, TRIM, AND FRAME PAINT 

PNT-3 TRIM & DOOR 

PAINT

MANUFACTURER: SHERWIN WILLIAMS 

COLOR: RAGING SEA (SW6474)

LOCATION: WHERE NOTED

PNT-4 ACCENT PAINT

MANUFACTURER: SHERWIN WILLIAMS 

COLOR: SALTY DOG (SW9177)

LOCATION: WHERE NOTED 

PNT-5 ACCENT PAINT

MANUFACTURER: KOROSEAL

STYLE NAME: THATCH

COLOR: EARNEST (THA1-10)

LOCATION: SIM LABS

VWC-1 VINYL WALL 

COVERING

SS-1 SOLID SURFACE MANUFACTURER: WILSONART 

COLOR: QUIET SWIRL 

THICKNESS: 1/2" THK

LOCATION: ADMINISTRATIVE AREAS

CG-1 CORNER GUARDS MANUFACTURER: INPRO CORP 

STYLE NAME:  150BN HIGH IMPACT 

CORNER GUARD 

COLOR: DOVE GRAY ( 0106)

SIZE: 

CG-1: 90 DEGREE 

CG-2: 120 DEGREE

HEIGHT: 4' 

LOCATION: WHERE NOTED ON FINISH PLAN

SS-2 SOLID SURFACE MANUFACTURER: CORIAN 

COLOR: NATURAL GRAY 

THICKNESS: 3/4" THK

LOCATION: STUDENT AREAS 

WG-1 WALL GUARD MANUFACTURER: INPRO CORP 

STYLE NAME:  1600 WALL GUARD 

COLOR: DOVE GRAY ( 0106)

SIZE: 6"

MOUNTING HEIGHT: 34" TO BOTTOM OF 

WALL GUARD 

LOCATION: REFER TO FINISH PLAN

CC-1 CUBICLE CURTAIN 

FABRIC

MANUFACTURER: MAHARAM 

STYLE NAME: PROSE

COLOR: TWINKLE (511503-001)

LOCATION: REFER TO RCP 

UF-1 UPHOLSTERY 

FABRIC

MANUFACTURER: CARNEGIE

STYLE NAME: XOREL STRIE

COLOR: 817

LOCATION: OPERABLE PARTITION 

PANELS

MANUFACTURER: KOROSEAL

STYLE NAME: GALERIE - TYPE II

COLOR: EARNEST (G222-10)

LOCATION: SKILLS LAB 

VWC-2 VINYL WALL 

COVERING

F I N I S H    N O T E S

FLOORS:

- REFER TO FLOOR FINISH PLANS FOR FLOOR PATTERN. 

CONTRACTOR MUST NOTIFY INTERIOR DESIGNER BEFORE 

INSTALLATION OF FLOORING TO REVIEW DESIGN INTENT OF 

FLOOR PATTERN PLAN

- ALL FLOORING TRANSITIONS INCLUDING TRANSITIONS TO 

SIMILAR MATERIAL OR REDUCER STRIPS AND OTHER 

THRESHOLDS TO DISSIMILAR MATERIAL SHALL BE LOCATED 

AT THE CENTERLINE OF DOOR WHEN IN CLOSED POSITION. 

COLORS SHALL BE SELECTED DURING SUBMITTAL REVIEW. 

REFER TO DETAILS FOR TRANSITIONS BETWEEN FLOORING 

MATERIALS. CONTRACTOR TO PROVIDE TRANSITION SIZES 

APPROPRIATE FOR THICKNESS

- AVOID ALL FLOORING MATERIAL SLIVER CUTS LESS THAN 4" 

WIDE @ WALL PERIMETERS & MATERIAL TRANSITIONS. 

CONTACT DESIGNER IF JOBSITE CONDITIONS DIFFER.

- INSTALL FLOORING CONTINUOUS UNDER ALL NEW 

CASEWORK, MILLWORK, EQUIPMENT, & FURNITURE 

WALLS:

- REFER TO FINISH PLANS & ELEVATIONS FOR LOCATION OF 

ACCENT PAINT COLORS

- ALL HOLLOW METAL DOOR & WINDOW FRAMES TO BE 

PAINTED (PNT-3) UNLESS OTHERWISE NOTED

- ALL ACCESS PANELS AND MISCELLANEOUS METAL (RETURN 

AND AIR SUPPLY GRILLES, EXPANSION JOINTS, ETC.) LOCATED 

ON WALL SURFACES OR CEILING SURFACES TO BE PAINTED 

WALL OR CEILING COLOR U.N.O.

- WALL BASE TO BE INSTALLED ON ALL WALLS, MILLWORK, 

AND CASEWORK U.N.O.

MILLWORK / CASEWORK:

- INSTALL 3MM EDGEBAND ON ALL PLASTIC LAMINATE 

COUNTERTOPS AND CABINETS.

- ALL WINDOWS TO HAVE SOLID SURFACE (SS-1) SILL U.N.O.

- GROMMET LOCATIONS TO BE COORDINATED WITH OWNER

- FIELD VERIFY ALL DIMENSIONS FOR CASEWORK & MILLWORK 

PRIOR TO FABRICATION & INSTALLATION 

- ALL EXPOSED ENDS AND EXPOSED INTERIORS OF 

CASEWORK/ MILLWORK TO RECEIVE MATCHING LAMINATES

- ALL CABINETS TO BE LOCKABLE WITH THE EXCEPTION OF 

UPPER & LOWER TYPICAL BREAK ROOM CABINETS. 

MISC:

- DO NOT PAINT DOOR LABELS AT RATED DOORS OR FRAMES.

- PROVIDE BLOCKING AS REQUIRED AT ALL TELEVISION 

LOCATIONS - COORDINATE WITH OWNER'S EQUIPMENT

- PROVIDE BLOCKING FOR ALL GRAB BARS AND TOILET 

ACCESSORIES

- REFER TO RCP FOR ACCENT PAINT COLOR LOCATIONS IN 

CEILING - WHERE CEILINGS ARE CALLED OUT TO BE PAINTED, 

BOTH CEILING AND SOFFIT/BULKHEAD WALLS ARE TO BE 

PAINTED ACCENT COLOR 

  

- CAULK ALL DOOR FRAMES, MILLWORK, AND VIEW WINDOW 

FRAMES AFTER WALLCOVERING INSTALLATION IS COMPLETE. 

COLOR OF CAULK TO MATCH ADJACENT FINISH.

- GC TO PROVIDE SPECIFIED EXPANSION JOINT COVER AT ALL 

EXPOSED FINISH FLOOR, CEILING, AND WALL LOCATIONS

- MARKER BOARDS HEIGHTS TO BE (3'-0" A.F.F.) TO THE 

BOTTOM OF WRITING SURFACE. GC TO COORDINATE WALL 

BLOCKING AS REQ'D.

- ALL PARTIES RESPONSIBLE FOR DELIVERING FINISHES TO THE 

SITE SHALL CHECK AVAILABILITY OF QUANTITIES AND DELIVERY 

DATES UPON NOTICE TO PROCEED.  NO CONSIDERATION WILL 

BE GIVEN FOR FAILURE TO COMPLY WITH THIS REQUIREMENT. 

RENOVATION:

- AT EXISTING SEALED CONCRETE FLOOR LOCATIONS NOTED 

AS SC ON FINISH PLANS - GC TO CLEAN, GRIND & RE-SEAL AS 

SPECIFIED. 

RCP NOTES:

- ALL SPRINKLER HEADS IN FINISHED CEILINGS ALL SHALL BE 

CENTERED IN CEILING TILE. SPRINKLER HEADS SHALL NOT BE 

PAINTED.

- INTERIOR CEILING HEIGHTS SHALL BE AS INDICATED ON THE 

REFLECTED CEILING PLANS.

  

- WHERE EXIT SIGNS ARE LOCATED ABOVE DOORWAYS, 

CENTER ABOUT DOOR, BUT MAINTAIN MINIMUM OVERHEAD 

CLEARANCE.

  

- ALL GYP CEILINGS TO BE PAINTED (PNT-2) UNLESS 

OTHERWISE NOTED IN RCP. BOTH CEILING AND SOFFIT 

/BULKHEAD SURFACES ARE TO BE PAINTED THE SAME COLOR.

- DO NOT INSTALL CEILING TILE LESS THAN 6" IN ANY 

DIRECTION - WHEN POSSIBLE CENTER TILE IN ROOM.

- COORDINATE WITH OWNER'S A/V CONSULTANT FOR 

PROJECTION SCREEN AND PROJECTOR LOCATIONS

D
O

O
R

C
/L

CONCRETE SLAB

TRANSITION EQUAL TO 

SCHLUTER VINPRO-S

CARPET FLOORINGRESILIENT

FLOORING

TRANSITION EQUAL TO 

TARKETT "SLIMLINE"

SERIES - SLT-XX-J

CONCRETE FINISH

D
O

O
R

C
/L

CONCRETE SLAB

RESILIENT

FLOORING

SHEET FLOORING

CONCRETE SLAB

SHEET VINYL CAP

COVE STRIP

FLASH COVE BASE

PARTITION WALL
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E
N

D 2 1/2"

HEAT WELD SEAM

EXISTING TERRAZZO FLOOR

CONCRETE FINISH

TRANSITION EQUAL TO ROPPE ROLLING 

TRAFFIC TRANSITIONGS - TO FIT FLOOR 

DEPTH

D
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O
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C
/L

D
O

O
R

C
/L

CONCRETE SLAB

SCHEDULED FINISH

EXISTING TERRAZZO FLOORING

TRANSITIONS EQUAL TO ROPPE ROLLING 

TRAFFIC TRANSITIONS - TO FIT FLOOR 

DEPTH

D
O

O
R

C
/L

CONCRETE SLAB

SUBFLOOR LEVELER SYSTEM EQUAL 

TO JOHNSONITE LS-40-X 

SLOPE FOR MIN OF 6"-12" 

DEPENDENT ON MATERIAL THICKNESS

CARPET

EXISTING TERRAZZO FLOORING

TRANSITION EQ TO ROPPER 

ROLLING TRAFFIC TRANSITIONS -

TO FIT FLOOR DEPTH

TARKETT "SLIMLINE" 

TRANSITION SERIES.

MATCH HEIGHT PER

FLOORING MATERIAL

RESILIENT FLOORING 

D
O
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R

C
/L

CONCRETE SLAB

RESILIENT FLOORING

NOTE: FOR DIFFERENT HEIGHT RESILIENT ONLY
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ROOM FINISH SCHEDULE

ROOM # ROOM NAME FLOOR BASE WALL

MILLWORK/CASEWORK

COMMENTSCABINET COUNTERTOP
101 VESTIBULE WOM-1 RB-1 PNT-1

102 LOBBY LVT-1 RB-1 PNT-1

103 BREAKOUT CPT-1A RB-1 PNT-3

103A STG. CPT-1 RB-1 PNT-1

104 RECEPTION LVT-1 RB-1 PNT-1

105 LAUNDRY LVT-1 RB-1 PNT-1

106 IT EXISTING TO REMAIN - PNT-1

107 OFFICE COORIDOR LVT-1/CPT-2 RB-1 PNT-1 PL-1 SS-1

108 OFFICE COMMONS CPT-2 RB-1 PNT-1

109 MECH EXISTING TO REMAIN - PNT-1

110 CAMPUS POLICE CPT-2 RB-1 PNT-1

111 BREAK OUT CPT-2 RB-1 PNT-1

112 OFFICE CPT-2 RB-1 PNT-1

113 OFFICE CPT-2 RB-1 PNT-1

114 OFFICE CPT-2 RB-1 PNT-1

115 CRITICAL CARE CPT-2 RB-1 PNT-1

116 CHAIR CPT-2 RB-1 PNT-1

117 STOR CPT-2 RB-1 PNT-1

118 DIR. OF ACCREDITATION CPT-2 RB-1 PNT-1

119 DIR. OF ADNP CPT-2 RB-1 PNT-1

120 DIR. OF SIMULATION CPT-2 RB-1 PNT-1

123 STORAGE CPT-2 RB-1 PNT-1

124 DEAN OF NURSING CPT-2 RB-1 PNT-1

125 DIR. OF NURSING CPT-2 RB-1 PNT-1

126 DIR. OF CLINICAL COORDINATION CPT-2 RB-1 PNT-1

129 ELEC EXISTING TO REMAIN - PNT-1

130 FACULTY BREAK LVT1 RB-1 PNT-1 PL-1 SS-1

131 FREE MECH EXISTING TO REMAIN - PNT-1

132 SKILLS LAB SF-1a/SF-1b/SF-1c RB-1 PNT-1/PNT-3/VWC-2 PL-2 SS-2

133 MED ROOM SF-1a RB-1 PNT-1 PL-2 SS-2

134 CORRIDOR TZ-1 - PNT-1/PNT-4/PNT-5

135 MECH/ELEC EXISTING TO REMAIN - PNT-1

136 CORRIDOR SF-1a RB-1 PNT-1

137 SIM LAB 1 SF-1a RB-1 VWC-1/PNT-1

138 OBSV SF-1a RB-1 PNT-1 - SS-1

139 SIM LAB 2 SF-1a RB-1 VWC-1/PNT-1

142 JAN EXISTING TO REMAIN - PNT-1

144 CLASSROOM CPT-1B RB-1 PNT-1/PNT-4/PNT-5

145 MECH EXISTING TO REMAIN - PNT-1

146 LECTURE HALL 1 CPT-1B RB-1 PNT-1/PNT-4/PNT-5

147 PARTITION CPT-1 RB-1 PNT-1

148 LECTURE HALL 2 CPT-1 RB-1 PNT-1/PNT-4/PNT-5

149 MECH EXISTING TO REMAIN - PNT-1

150 STUDENT BREAK LVT-1 RB-1 PNT-1/PNT-4/PNT-5 PL-2 SS-2

151 STORAGE EXISTING TO REMAIN - PNT-1

TOILET ACCESSORIES SCHEDULE

TAG DESCRIPTION

OFCI/

CFCI
TA03 PAPER TOWEL DISPENSER (FOLDED, HIGH-CAPACITY) CFCI

TA19 SOAP DISP - FOAM, AUTOMATIC CFCI

SPECIALTY EQUIPMENT SCHEDULE

TAG DESCRIPTION

OFCI/

CFCI
S1 LED SMART TV OFCI

S2 VENDING MACHINE OFOI

S3 WASHER AND DRYER, PROVIDE POWER & WATER, COORD. W/ PLUMBING OFOI

S4 CUBICLE CURTAIN CFCI

S5 PROJECTION SCREEN OFCI

S6 HEADWALL BY OWNER, PROVIDE ELEC/DATA INFRASTRUCTURE OFCI

S7 REFRIGERATOR/FREEZER - SIDE BY SIDE - WITH ICE OFOI

S9 PRINTER OFOI

S10 FOLDING PARTITION CFCI

S11 WALL GUARD, SEE FINISH LEGEND CFCI

S12 LECTURE HALL 1 & 2 FURNITURE OFCI

S13 INTERIOR GLASS PARTITION OFCI

NOTE: CABINET DESIGN SERIES (CDS) NUMBERS BASED ON AWI STANDARDS EDITION 2

CASEWORK SCHEDULE

CDS #

CASEWORK

TYPE DESCRIPTION
153 BASE CAB FALSE DRWR / REMOVABLE TOE FOR ADA

211 BASE CAB SGL DOOR / SGL DRWR

222 BASE CAB DBL DOORS / DBL DRWRS

230 BASE CAB 3 FILES

301 WALL CAB SGL DOOR

302 WALL CAB DBL DOORS

309 WALL CAB BLIND CORNER - SGL DOOR

ADA BASE CAB ADA SINK

SCALE: 3" = 1'-0"

09- RESILIENT TO CPTE5

SCALE: 3" = 1'-0"

RESILIENT TO CONCC5

SCALE: 3" = 1'-0"

SHEET COVE BASEA5SCALE: 3" = 1'-0"

EXISTING TZF TO CONCA1 SCALE: 3" = 1'-0"

EXISTING TZF TO RESILIENTA3

SCALE: 3" = 1'-0"

EXISTING TZF TO CPTC3

SCALE: 3" = 1'-0"

RESILIENT TO RESILIENTE3
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UP

UP

UP

UP

UP UP

UPUP

1.  FURNITURE SHOWN FOR REFERENCE ONLY.  NOT IN CONTRACT.

2.  REFER TO FINISH LEGEND FOR PAINT COLORS CALLED OUT ON REFLECTED 

CEILING PLANS AND FINISH PLANS.

3.  UNLESS OTHERWISE NOTED, ALL FLOOR FINISHES SHALL BE CENTERED IN 

ROOM.

4.  UNLESS OTHERWISE NOTED, ALL CEILING GRID AND LIGHT FIXTURES SHALL BE 

CENTERED IN ROOM/OPENING.

5.  CONTRACTOR TO REVIEW WITH ARCHITECT, ON SITE, AREAS WITH MULTIPLE 

CEILING, WALL, AND FLOOR FINISHES BEFORE FINISH WORK BEGINS.

6.  REFER TO RCP LEGEND ON OVERALL REFLECTED CEILING PLANS FOR RCP 

ABBREVIATIONS AND FINISHES.

GENERAL NOTES  -  FINISH PLAN

SKILLS LAB

132

MECH/ELEC

135

MED ROOM

133

CORRIDOR

136

SIM LAB 1

137

OBSV

138
SIM LAB 2

139

WOMEN

141

MEN

143

JAN

142

MECH

145

CLASSROOM

144

LECTURE HALL 1

146

MECH

149

LAUNDRY

105

STUDENT BREAK

150

IT

106

STORAGE

151

MECH

109

CRITICAL CARE

115

OFFICE

113

CAMPUS POLICE

110

BREAK OUT

111

OFFICE

112

OFFICE

114

CHAIR

116

DIR. OF

ACCREDITATION

118

DIR. OF ADNP

119

DIR. OF

SIMULATION

120

FACULTY BREAK

130

RR

122

RR

121

RR

128

RR

127

ELEC

129

FREE MECH

131

STORAGE

123

DEAN OF

NURSING

124

DIR. OF NURSING

125

DIR. OF CLINICAL

COORDINATION

126

CORRIDOR

134

STOR

117

OFFICE

COMMONS

108

OFFICE

COORIDOR

107

RECEPTION

104

LECTURE HALL 2

148

STAIRS

140

VESTIBULE

101

LOBBY

102

PARTITION

147

INTERIOR GLASS 

PARTITION, N.I.C.

INFILL TO MATCH EXISTING 

CONSTRUCTION

SWITCH DOORS

ALIGN
ALIGN 

CPT-1BCPT-1B

SF-1a

LVT-1

LVT-1
LVT-1

CPT-2

CPT-2

CPT-2

CPT-2

CPT-2

CPT-2

CPT-2

CPT-2

CPT-2

CPT-2

CPT-2CPT-2CPT-2

SF-1a/SF-1b/SF-1c

PNT-1/PNT-3/VWC-2

RB-1

PL-2 SS-2

SF-1a

PNT-1

RB-1

PL-2 SS-2

SF-1a

VWC-1/PNT-1

RB-1

SF-1a

VWC-1/PNT-1

RB-1

SF-1a

PNT-1

RB-1

- SS-1

SF-1a

PNT-1

RB-1

CPT-1B

PNT-1/PNT-4/PNT-5

RB-1

CPT-1B

PNT-1/PNT-4/PNT-5

RB-1

LVT-1

PNT-1/PNT-4/PNT-5

RB-1

PL-2 SS-2

LVT-1

PNT-1

RB-1

CPT-1A

PNT-3

RB-1

CPT-2

PNT-1

RB-1

CPT-2

PNT-1

RB-1

LVT1

PNT-1

RB-1

PL-1 SS-1

TYP. OF ALL 

OFFICES

BRANDING

PNT-3

PNT-4/PNT-5

PNT-4/PNT-5

PNT-4/PNT-5

PNT-4/PNT-5

PNT-4/PNT-5

TZ-1 TZ-1

CG-1

CG-1

CG-1

CG-1

CG-1

CG-1

CG-1

CG-1

CG-1 CG-1CG-1 CG-1

CG-1CG-1

CG-1
CG-1

CG-1

CG-1

CG-1

WOM-1

TZ-1

PNT-1/PNT-4/PNT-5

-

CPT-2

PNT-1

RB-1

BREAKOUT

103

LVT-1/CPT-2

PNT-1

RB-1

PL-1 SS-1

VWC-1

VWC-1

PNT-3

PNT-3

SF-1b

SF-1c

SF-1a

1'-6" 4'-0" 1'-6" 7'-10 7/8"

1
'-6

"
4

'-0
"

1
'-6

"
9

'-7
 1

/2
"

R 1' - 9"

R 2' - 6"

R 2' - 6"

R 3' - 0"

PROVIDE FROSTED 

WINDOW FILM 

CG-1

CG-2

CG-2

WALL TO BE PREPPED WITH 

INTERIOR MOISTURE BARRIER 

FOR BREATHABLE WALLPAPER

PNT-3

PNT-3

VWC-2

EXISTING TO

REMAIN

PNT-1

-
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SCALE: 1/8" = 1'-0"
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EXISTING THERMOSTAT TO BE REUSED, EXISTING THERMOSTAT TO BE REUSED, 
REMOVE AND RELOCATE THERMOSTAT FOR WSHP-9REMOVE AND RELOCATE THERMOSTAT FOR WSHP-9

EXISTING THERMOSTAT TO BE REUSED,EXISTING THERMOSTAT TO BE REUSED,
REMOVE AND RELOCATE THERMOSTAT FOR WSHP-11REMOVE AND RELOCATE THERMOSTAT FOR WSHP-11

EXISTING THERMOSTAT TO BE REUSED,EXISTING THERMOSTAT TO BE REUSED,
REMOVE AND RELOCATE THERMOSTAT FOR WSHP-2REMOVE AND RELOCATE THERMOSTAT FOR WSHP-2

XX
XXXX XX XX XX XX XX XXXXXX

XXXX
XXXXXX

XX XX

SYMBOLS:SYMBOLS:

BUTTERFLY VALVE (2-1/2" AND LARGER)BUTTERFLY VALVE (2-1/2" AND LARGER)

BALL VALVE (2" AND SMALLER)BALL VALVE (2" AND SMALLER)

MOTORIZED DAMPERMOTORIZED DAMPER

FIRE DAMPERFIRE DAMPER
REFRIGERANT LINESREFRIGERANT LINES

ACCESS DOORACCESS DOOR

EXHAUST AIREXHAUST AIR

RETURN AIR (R.A.)RETURN AIR (R.A.)

SUPPLY AIR (S.A.)SUPPLY AIR (S.A.)

THERMOSTATTHERMOSTAT

UNIONUNION

REDUCERREDUCER

CONTROL VALVECONTROL VALVE

GLOBE VALVEGLOBE VALVE

CHECK VALVECHECK VALVE

GATE VALVEGATE VALVE

DRAINDRAIN

GASGAS

RELIEF AIRRELIEF AIR

HEAT PUMP RETURNHEAT PUMP RETURN

HEAT PUMP SUPPLYHEAT PUMP SUPPLY

UNDERGROUNDUNDERGROUND

OVERHEADOVERHEAD

VOLUME DAMPERVOLUME DAMPER

CLEAN OUTCLEAN OUT

HUMIDISTATHUMIDISTAT
CO   SENSORCO   SENSOR22

MM

RR
FDFD

EE

ADAD

TT

GG

DD

RR

HPRHPR

HPSHPS

U/GU/G

O/HO/H

VDVD

COCO

HH
CC

1.1.

2.2.
3.3.
4.4.
5.5.

6.6.
7.7.
8.8.
9.9.

10.10.

11.11.

12.12.
••
••

••

13.13.

14.14.

PROVIDE ACCESS DOORS AT EACH MOTORIZED DAMPER AND EACH FIRE DAMPER NOT ACCESSIBLE PROVIDE ACCESS DOORS AT EACH MOTORIZED DAMPER AND EACH FIRE DAMPER NOT ACCESSIBLE 
FROM A GRILLE; SEE SPECS FOR SIZE. FROM A GRILLE; SEE SPECS FOR SIZE. 
WHERE DUCTS CONNECT TO TOP OF CHASE: SEAL AIR TIGHT WHERE DUCTS CONNECT TO TOP OF CHASE: SEAL AIR TIGHT 
PIPE CONDENSATE DRAINS TO NEAREST FLOOR DRAIN OR HUB DRAIN. PIPE CONDENSATE DRAINS TO NEAREST FLOOR DRAIN OR HUB DRAIN. 
PROVIDE 27" MIN CLEARANCE AT FILTER HOUSINGS FOR FILTER REMOVAL PROVIDE 27" MIN CLEARANCE AT FILTER HOUSINGS FOR FILTER REMOVAL 
RUN ALL PIPING AND DUCTWORK MINIMUM 6'-8" CLEAR OVERHEAD. COORDINATE WITH ENGINEER RUN ALL PIPING AND DUCTWORK MINIMUM 6'-8" CLEAR OVERHEAD. COORDINATE WITH ENGINEER 
WHERE NOT POSSIBLE.  WHERE NOT POSSIBLE.  
SLOPE ALL CONDENSATE LINES MIN. 1/8" PER FOOT. SLOPE ALL CONDENSATE LINES MIN. 1/8" PER FOOT. 
MINIMUM BRANCH CONDENSATE LINE SIZE SHALL BE 1" UNLESS NOTED OTHERWISE ON PLANS. MINIMUM BRANCH CONDENSATE LINE SIZE SHALL BE 1" UNLESS NOTED OTHERWISE ON PLANS. 
SEE ARCH. DWGS FOR EXACT SIDEWALL REGISTER AND GRILL ELEVATION & LOCATION. SEE ARCH. DWGS FOR EXACT SIDEWALL REGISTER AND GRILL ELEVATION & LOCATION. 
MAXIMUM LENGTH OF FLEXIBLE DUCTWORK AT END OF BRANCH DUCTWORK SHALL BE 5'-0" (SUPPLY MAXIMUM LENGTH OF FLEXIBLE DUCTWORK AT END OF BRANCH DUCTWORK SHALL BE 5'-0" (SUPPLY 
DUCT SYSTEMS ONLY)DUCT SYSTEMS ONLY)
WHERE HVAC PIPING IS INDICATED TO TERMINATE WITH A BLIND FLANGE. PROVIDE A  HOSE BIB IN WHERE HVAC PIPING IS INDICATED TO TERMINATE WITH A BLIND FLANGE. PROVIDE A  HOSE BIB IN 
THE BLIND FLANGE.  (HOSE BIB IS TO BE USED TO CROSS-CONNECT  PIPING FOR CIRCULATION THE BLIND FLANGE.  (HOSE BIB IS TO BE USED TO CROSS-CONNECT  PIPING FOR CIRCULATION 
DURING CHEMICAL TREATMENT.) DURING CHEMICAL TREATMENT.) 
HVAC CONTRACTOR TO COORDINATE EXACT LOCATION OF DUCT WORK WITH GENERAL HVAC CONTRACTOR TO COORDINATE EXACT LOCATION OF DUCT WORK WITH GENERAL 
CONTRACTOR (PRIOR TO FABRICATION) TO AVOID POTENTIAL CONFLICT WITH SOUND WALLS CONTRACTOR (PRIOR TO FABRICATION) TO AVOID POTENTIAL CONFLICT WITH SOUND WALLS 
EXTENDED TO THE DECK, ETC.EXTENDED TO THE DECK, ETC.
DUCTWORK COORDINATION: DUCTWORK COORDINATION: 

FIELD COORDINATE ROUTING OF DUCTWORK PRIOR TO DUCTWORK FABRICATION.FIELD COORDINATE ROUTING OF DUCTWORK PRIOR TO DUCTWORK FABRICATION.
WHERE DUCTWORK IS ROUTED THROUGH OR BETWEEN TRUSSES, CONSTRUCT DUCT SECTION WHERE DUCTWORK IS ROUTED THROUGH OR BETWEEN TRUSSES, CONSTRUCT DUCT SECTION 
LENGTHS TO ALLOW INSTALLATION IN TRUSSES.      LENGTHS TO ALLOW INSTALLATION IN TRUSSES.      
COORDINATE DUCTWORK ROUTED THROUGH (OR BETWEEN) TRUSSES WITH STRUCTURAL COORDINATE DUCTWORK ROUTED THROUGH (OR BETWEEN) TRUSSES WITH STRUCTURAL 
ROOF TRUSS SHOP DRAWINGS.  COORDINATE/VERIFY THAT INTERNAL MEMBERS OF NEW ROOF TRUSS SHOP DRAWINGS.  COORDINATE/VERIFY THAT INTERNAL MEMBERS OF NEW 
TRUSSES HAVE BEEN DESIGNED TO ALLOW FOR DUCT ROUTING.  COORDINATE WITH G.C. TRUSSES HAVE BEEN DESIGNED TO ALLOW FOR DUCT ROUTING.  COORDINATE WITH G.C. 
WHERE EXISTING ROOF TRUSSES REQUIRE MODIFICATION TO ROUTE DUCTWORK.WHERE EXISTING ROOF TRUSSES REQUIRE MODIFICATION TO ROUTE DUCTWORK.

CLEANOUTS FOR UNDERGROUND DRAIN PIPING OUTSIDE THE BUILDING SHALL BE A RECESSED PLUG CLEANOUTS FOR UNDERGROUND DRAIN PIPING OUTSIDE THE BUILDING SHALL BE A RECESSED PLUG 
IN A THREADED HUB, FLUSH IN A 18"X18"X4" OR 18" DIAMETER CONCRETE PAD.  CONCRETE PAD IN A THREADED HUB, FLUSH IN A 18"X18"X4" OR 18" DIAMETER CONCRETE PAD.  CONCRETE PAD 
SHALL BE FORMED AND POURED WITH TOP FLUSH WITH FINISH GRADE BY HVAC CONTRACTOR.SHALL BE FORMED AND POURED WITH TOP FLUSH WITH FINISH GRADE BY HVAC CONTRACTOR.
PROTECT ALL PENETRATIONS OF NON-FIRE RESISTANCE RATED ASSEMBLIES WITH AN APPROVED PROTECT ALL PENETRATIONS OF NON-FIRE RESISTANCE RATED ASSEMBLIES WITH AN APPROVED 
NON-COMBUSTIBLE MATERIAL TO RESIST THE PASSAGE OF FLAME AND SMOKE. NON-COMBUSTIBLE MATERIAL TO RESIST THE PASSAGE OF FLAME AND SMOKE. 

GENERAL NOTES:GENERAL NOTES:

DEMOLITION NOTES:DEMOLITION NOTES:
SHADING INDICATES RENOVATION AREA. ALL AIR DEVICES WITHIN SHADING INDICATES RENOVATION AREA. ALL AIR DEVICES WITHIN 
RENOVATION AREA TO BE DEMOLISHED. PROTECT EXISTING RENOVATION AREA TO BE DEMOLISHED. PROTECT EXISTING 
DUCTWORK AND FLEX DUCT UNLESS NOTED OTHERWISE. NEW AIR DUCTWORK AND FLEX DUCT UNLESS NOTED OTHERWISE. NEW AIR 
DEVICES TO BE RECONNECTED TO EXISTING DUCTWORK.DEVICES TO BE RECONNECTED TO EXISTING DUCTWORK.

D1D1
DEMOLISH EXISTING WSHP UNIT AND ALL ASSOCIATED DEMOLISH EXISTING WSHP UNIT AND ALL ASSOCIATED 
DUCTWORK. PROTECT HPS & HPR PIPING FOR RECONNECTION TO DUCTWORK. PROTECT HPS & HPR PIPING FOR RECONNECTION TO 
NEW UNIT.NEW UNIT.

XX XX XX 'X' INDICATES EXTENT OF DUCTWORK TO BE DEMOLISHED.'X' INDICATES EXTENT OF DUCTWORK TO BE DEMOLISHED.
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 1/8" = 1'-0" 1/8" = 1'-0"
HVAC DEMOLITION FLOOR PLAN - LEVEL 1HVAC DEMOLITION FLOOR PLAN - LEVEL 1

NN

SHEET LISTSHEET LIST
M101M101 HVAC FLOOR PLANHVAC FLOOR PLAN
M102M102 HVAC PIPING AND ROOF FLOOR PLANSHVAC PIPING AND ROOF FLOOR PLANS
M103M103 HVAC SCHEDULES & DETAILSHVAC SCHEDULES & DETAILS
M100M100 HVAC NOTES & DEMOLITIONHVAC NOTES & DEMOLITION
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132
SKILLS LAB

135
MECH/ELEC

137
SIM LAB 1

139
SIM LAB 2

138
OBSV

136
CORRIDOR

140
STAIRS

144
CLASSROOM

134
CORRIDOR

141
WOMEN

143
MEN

133
MED ROOM

150
STUDENT BREAK

106
IT

151
STORAGE

105
LAUNDRY E102

LOBBY

Unoccupied
STAIRS

104
RECEPTION

102
LOBBY

103
BREAKOUT

E132
CORRIDOR

107
OFFICE COORIDOR

108
OFFICE COMMONS

110
CAMPUS POLICE

113
OFFICE

115
CRITICAL CARE

111
BREAK OUT

112
OFFICE

114
OFFICE

116
CHAIR

118

DIR. OF
ACCREDITATION

119
DIR. OF ADNP130

FACULTY BREAK

128
RR

127
RR

129
ELEC

131
FREE MECH

121
RR

122
RR

120
DIR. OF SIMULATION

123
STORAGE

124
DEAN OF NURSING

125
DIR. OF NURSING

126

DIR. OF CLINICAL
COORDINATION

101
VESTIBULE

109
MECH

MECH

148
LECTURE HALL 2

146
LECTURE HALL 1

145
MECH

149
MECH

142
JAN

107
OFFICE COORIDOR

A2A2
285285

A4A4
300300 A6A6

700700
A6A6
700700

A4A4
320320

A4A4
350350

A4A4
350350

A4A4
350350

A4A4
350350

A4A4
340340

A4A4
340340

A4A4
340340

A4A4
340340

A4A4
390390

A4A4
390390

A4A4
390390

A4A4
390390

A1A1
7575

C1C1
7575

C1C1
7575

A1A1
7575

C1C1
7070

A1A1
7070

A1A1
7070

C1C1
7070

C1C1
7070

A1A1
7070

A1A1
8080

C1C1
8080

C1C1
100100

C1C1
100100

C1C1
100100

A1A1
100100

A1A1
8585

A1A1
8080

A1A1
7070

C1C1
7070A1A1

100100
A1A1
100100

C1C1
110110

A5A5
540540

C1C1
100100

A7A7
190190

A2A2
180180

C2C2
180180

A4A4
430430

A7A7
190190

C1C1
7575

A1A1
7575

A1A1
140140

C1C1
140140

A8A8
325325

B5B5
395395

E4E4
14001400

D4D4
----

D3D3
----

D2D2
----

B4B4
380380

E3E3
380380

E5E5
14001400

A4A4
325325

A5A5
565565

A1A1
8080

A4A4
520520

A1A1
8080

E8E8
32003200

C2C2
460460

C1C1
100100

WSHPWSHP
3B3B

WSHPWSHP
3A3A

E6E6
565565

E2E2
380380

A1A1
8080

VDVD 10"ø10"ø

VDVD
12"ø12"ø

C2C2
285285

A1A1
1515

VDVD

6"ø6"ø

16"x12"16"x12"

24"x12"24"x12"

VDVD

6"
ø

6"
ø

10"ø10"ø
16"x12"16"x12"

5-1/2"x14" RISERS (X2)5-1/2"x14" RISERS (X2)
BETWEEN STUDSBETWEEN STUDS

6"
ø

6"
ø

VDVD

7"
ø

7"
ø

A1A1
6565

12"x10"12"x10"

10"x10"10"x10"

16"x12"16"x12"

A1A1
8080

C2C2
360360

C2C2
360360

B2B2
105105

C1C1
8080

A1A1
8585

C1C1
170170

E7E7
24202420

C2C2
325325

8"
ø

8"
ø

8"
ø

8"
ø

10"x10"10"x10"

C1C1
100100

VDVD

8"ø8"ø

VDVD
8"ø8"ø

8"ø8"ø VDVD

8"ø8"ø

8"ø8"ø
VDVD

8"ø8"ø

6"x6"6"x6" VDVD

AA

AA

AA

AA

AA

AA AA

AA

AA

AA

AA

AA AA

AA

AA

AA

AA

20"x26"20"x26"

34"x16"34"x16"

VDVD
12"ø12"ø

VDVD 6"ø6"ø

14
"x6

"
14

"x6
"

8"
ø

8"
ø

VDVD

6"
ø

6"
ø 14

"x1
2"

14
"x1

2"

4"ø DRYER VENT UP TO ROOF. VENT 4"ø DRYER VENT UP TO ROOF. VENT 
SHALL BE LASER QUICKFIT BY NORDFAB. SHALL BE LASER QUICKFIT BY NORDFAB. 
SEE DETAIL ON SHEET M103.SEE DETAIL ON SHEET M103.

D3D3
----

B5B5
400400

E4E4
13601360

SOFFIT AT DUCTWORK. SOFFIT AT DUCTWORK. 
COORDINATE WITH G.C.COORDINATE WITH G.C.

C3C3
----

18"x18"18"x18"

5-1/2"x14" RISER 5-1/2"x14" RISER 
BETWEEN STUDSBETWEEN STUDS

D1D1
----

E1E1
----

VDVD

VDVD

VDVD 14"ø14"ø

14"ø14"ø

14"x14"14"x14"

A6A6
900900

A6A6
850850

A6A6
850850

24
"x1

6"
24

"x1
6"

24"x16"24"x16"

24"x16"24"x16"

C4C4
----

A6A6
720720

VDVD

12"x12"12"x12"

EXISTING WSHP 11EXISTING WSHP 11

VDVD
10"ø10"ø

8"ø8"ø

16"ø16"ø

10"ø10"ø10"ø10"ø

10"ø10"ø

10"ø10"ø

10"ø10"ø

12"ø12"ø

10"ø10"ø

10"ø10"ø

10"ø10"ø

14"ø14"ø

10"ø10"ø

12"ø12"ø 12"ø12"ø

12"ø12"ø

6"ø6"ø

6"ø6"ø

6"ø6"ø

6"ø6"ø

6"ø6"ø

6"ø6"ø

6"ø6"ø

6"ø6"ø

6"ø6"ø

8"ø8"ø

9"ø9"ø

9"ø9"ø

12"ø12"ø

12"ø12"ø

9"ø9"ø

12"ø12"ø

6"ø6"ø

10"ø10"ø

EXISTING WSHP-2EXISTING WSHP-2

EXISTING WSHP-9EXISTING WSHP-9

WSHP-2WSHP-2

WSHP-5WSHP-5

WSHP-4WSHP-4

WSHP-6WSHP-6 WSHP-7WSHP-7

WSHP-11WSHP-11

WSHP-9WSHP-9

WSHP-10WSHP-10

WSHP-8WSHP-8

AA

AA

DSSDSS
55

16"x12"16"x12"

16"x12"16"x12"
12"x8"12"x8"

TT

AA 14"x6"14"x6"

AIR DEVICE NOTES:AIR DEVICE NOTES:
•• WHERE EXISTING AIR DEVICES ARE BEING REPLACED WITH NEW, REPLACE EXISTING FLEXIBLE DUCTWORK WHERE EXISTING AIR DEVICES ARE BEING REPLACED WITH NEW, REPLACE EXISTING FLEXIBLE DUCTWORK 

AND PROVIDE NEW TRANSITION AS REQUIRED MAKE CONNECTIONS.AND PROVIDE NEW TRANSITION AS REQUIRED MAKE CONNECTIONS.

AIR DEVICE REMARKS:AIR DEVICE REMARKS:
(A)(A) FIELD VERIFY NECK SIZE OF SIDEWALL AIR DEVICES IN EXISTING WALL OPENINGS.FIELD VERIFY NECK SIZE OF SIDEWALL AIR DEVICES IN EXISTING WALL OPENINGS.

SHEET NOTES:SHEET NOTES:
1.1. REFER TO GENERAL NOTES ON SHEET M100.REFER TO GENERAL NOTES ON SHEET M100.

AA
CONNECT TO EXISTING DUCTWORK. FIELD VERIFY SIZE, LOCATION CONNECT TO EXISTING DUCTWORK. FIELD VERIFY SIZE, LOCATION 
AND ELEVATION OF EXISTING DUCT.AND ELEVATION OF EXISTING DUCT.
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 1/8" = 1'-0" 1/8" = 1'-0"
HVAC FLOOR PLAN - LEVEL 1HVAC FLOOR PLAN - LEVEL 1

AIR DEVICE SCHEDULEAIR DEVICE SCHEDULE
TAGTAG NECK SIZENECK SIZE

NOMINALNOMINAL
FACE SIZEFACE SIZE SERVICESERVICE MOUNTINGMOUNTING MANUFACTURERMANUFACTURER MODELMODEL REMARKSREMARKS

A1A1 6 x 66 x 6 24 x 2424 x 24 SUPPLYSUPPLY LAY IN, T-BARLAY IN, T-BAR PRICEPRICE AMDAMD
A2A2 9 x 99 x 9 24 x 2424 x 24 SUPPLYSUPPLY LAY IN, T-BARLAY IN, T-BAR PRICEPRICE AMDAMD
A3A3 10" DIA.10" DIA. 24 x 2424 x 24 SUPPLYSUPPLY NOT USEDNOT USED NOT USEDNOT USED NOT USEDNOT USED NOT USEDNOT USED
A4A4 12 x 1212 x 12 24 x 2424 x 24 SUPPLYSUPPLY LAY IN, T-BARLAY IN, T-BAR PRICEPRICE AMDAMD
A5A5 15 x 1515 x 15 24 x 2424 x 24 SUPPLYSUPPLY LAY IN, T-BARLAY IN, T-BAR PRICEPRICE AMDAMD
A6A6 18 x 1818 x 18 24 x 2424 x 24 SUPPLYSUPPLY LAY IN, T-BARLAY IN, T-BAR PRICEPRICE AMDAMD
A7A7 8" DIA.8" DIA. 24 x 2424 x 24 SUPPLYSUPPLY LAY IN, T-BARLAY IN, T-BAR PRICEPRICE VBD-HCVBD-HC
A8A8 10" DIA.10" DIA. 24 x 2424 x 24 SUPPLYSUPPLY LAY IN, T-BARLAY IN, T-BAR PRICEPRICE VBD-HCVBD-HC
B1B1 6 x 46 x 4 8 x 68 x 6 SUPPLYSUPPLY HIGH SIDEWALLHIGH SIDEWALL PRICEPRICE 620620 (A)(A)
B2B2 6 x 66 x 6 8 x 88 x 8 SUPPLYSUPPLY HIGH SIDEWALLHIGH SIDEWALL PRICEPRICE 620620
B3B3 10 x 410 x 4 12 x 612 x 6 SUPPLYSUPPLY HIGH SIDEWALLHIGH SIDEWALL PRICEPRICE 620620 (A)(A)
B4B4 12 x 612 x 6 14 x 814 x 8 SUPPLYSUPPLY HIGH SIDEWALLHIGH SIDEWALL PRICEPRICE 620620 (A)(A)
B5B5 12 x 812 x 8 14 x 1014 x 10 SUPPLYSUPPLY HIGH SIDEWALLHIGH SIDEWALL PRICEPRICE 620620 (A)(A)
C1C1 10 x 1010 x 10 24 x 2424 x 24 RETURNRETURN LAY IN, T-BARLAY IN, T-BAR PRICEPRICE APDDRAPDDR
C2C2 12 x 1212 x 12 24 x 2424 x 24 RETURNRETURN LAY IN, T-BARLAY IN, T-BAR PRICEPRICE APDDRAPDDR
C3C3 18 x 1818 x 18 24 x 2424 x 24 RETURNRETURN LAY IN, T-BARLAY IN, T-BAR PRICEPRICE APDDRAPDDR
C4C4 22 x 2222 x 22 24 x 2424 x 24 RETURNRETURN LAY IN, T-BARLAY IN, T-BAR PRICEPRICE APDDRAPDDR
D1D1 12 x 612 x 6 14 x 814 x 8 RETURNRETURN HIGH SIDEWALLHIGH SIDEWALL PRICEPRICE 610Z610Z
D2D2 14 x 1214 x 12 16 x 1416 x 14 RETURNRETURN HIGH SIDEWALLHIGH SIDEWALL PRICEPRICE 610Z610Z (A)(A)
D3D3 24 x 824 x 8 26 x 1026 x 10 RETURNRETURN HIGH SIDEWALLHIGH SIDEWALL PRICEPRICE 610Z610Z (A)(A)
D4D4 48 x 848 x 8 50 x 1050 x 10 RETURNRETURN HIGH SIDEWALLHIGH SIDEWALL PRICEPRICE 610Z610Z (A)(A)
E1E1 12 x 612 x 6 14 x 814 x 8 RETURNRETURN LOW SIDEWALLLOW SIDEWALL PRICEPRICE 9999
E2E2 12 x 1612 x 16 14 x 1814 x 18 RETURNRETURN LOW SIDEWALLLOW SIDEWALL PRICEPRICE 9999
E3E3 14 x 1414 x 14 16 x 1616 x 16 RETURNRETURN LOW SIDEWALLLOW SIDEWALL PRICEPRICE 9999 (A)(A)
E4E4 18 x 3618 x 36 20 x 3820 x 38 RETURNRETURN LOW SIDEWALLLOW SIDEWALL PRICEPRICE 9999 (A)(A)
E5E5 24 x 2424 x 24 26 x 2626 x 26 RETURNRETURN LOW SIDEWALLLOW SIDEWALL PRICEPRICE 9999 (A)(A)
E6E6 30 x 1430 x 14 32 x 1632 x 16 RETURNRETURN LOW SIDEWALLLOW SIDEWALL PRICEPRICE 9999
E7E7 32 x 3232 x 32 34 x 3434 x 34 RETURNRETURN LOW SIDEWALLLOW SIDEWALL PRICEPRICE 9999 (A)(A)
E8E8 32 x 4832 x 48 34 x 5034 x 50 RETURNRETURN LOW SIDEWALLLOW SIDEWALL PRICEPRICE 9999
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WSHPWSHP
3B3B

WSHPWSHP
3A3A

P1P1

P1P1

DISCHARGE D INTO EXISTING DISCHARGE D INTO EXISTING 
CONDENSATE DRAINCONDENSATE DRAIN

132
SKILLS LAB

135
MECH/ELEC

137
SIM LAB 1

139
SIM LAB 2

138
OBSV

136
CORRIDOR

140
STAIRS

144
CLASSROOM

134
CORRIDOR

141
WOMEN

143
MEN

133
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150
STUDENT BREAK

106
IT

151
STORAGE

105
LAUNDRY

E102
LOBBY

STAIRS

E133
Room

104
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110
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113
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111
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OFFICE
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OFFICE

116
CHAIR
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ACCREDITATION

119
DIR. OF ADNP

130
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RR

129
ELEC

131
FREE MECH
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RR
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RR
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DIR. OF SIMULATION

123
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DEAN OF NURSING

125
DIR. OF NURSING

126
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COORDINATION

101
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MECHMECH

148
LECTURE HALL 2

146
LECTURE HALL 1

145
MECH

149
MECH

142
JAN

1 1/4" D1 1/4" D

DSSDSS
55

R
R

R
R

R
R

R
R

R

RR

R UP TO ROOF THROUGH PIPE PORTALR UP TO ROOF THROUGH PIPE PORTAL

CONDENSATE PUMP, CONNECT CONDENSATE PUMP, CONNECT 
DISCHARGE TO EXISTING 1-1/2" D O/H.DISCHARGE TO EXISTING 1-1/2" D O/H.
(TYP x2)(TYP x2)

1 1/2" D (EXISTING)1 1/2" D (EXISTING)

SHEET NOTES:SHEET NOTES:
1.1. REFER TO GENERAL NOTES ON SHEET M100.REFER TO GENERAL NOTES ON SHEET M100.

P1P1

CONNECT EXISTING HPS & HPR PIPE BRANCHES TO NEW WSHP. CONNECT EXISTING HPS & HPR PIPE BRANCHES TO NEW WSHP. 
INSTALL NEW PIPE TRIM PER DETAIL ON SHEET M103. CONNECT INSTALL NEW PIPE TRIM PER DETAIL ON SHEET M103. CONNECT 
CONDENSATE TO EXISTING CONDENSATE DRAIN.CONDENSATE TO EXISTING CONDENSATE DRAIN.

DSSDSS
55

DRYER  VENTDRYER  VENT
(SEE DETAIL ON (SEE DETAIL ON 
SHEET M103)SHEET M103)

R DN THROUGH PIPE PORTAL R DN THROUGH PIPE PORTAL 
(SEE PIPE PORTAL DETAIL ON (SEE PIPE PORTAL DETAIL ON 
SHEET M103)SHEET M103)

EQUIPMENT RAILS (SEE EQUIPMENT RAILS (SEE 
DETAIL ON SHEET M103)DETAIL ON SHEET M103)
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D1D1

GENERAL NOTES:GENERAL NOTES:
1.1.

2.2.

3.3.
4.4.

5.5.

6.6.

7.7.

ALL SEWER FLOOR CLEAN-OUTS SHALL TURN UP TO GRADE/SLAB WITH A LONG ALL SEWER FLOOR CLEAN-OUTS SHALL TURN UP TO GRADE/SLAB WITH A LONG 
SWEEP ELL.SWEEP ELL.
ALL FLOOR DRAINS AND HUB DRAINS SHALL HAVE DEEP SEAL TRAPS (MINIMUM 4" ALL FLOOR DRAINS AND HUB DRAINS SHALL HAVE DEEP SEAL TRAPS (MINIMUM 4" 
SEAL).SEAL).
DO NOT INSTALL PLUMBING VENTS WITHIN 10' FROM A FRESH AIR INTAKE VENT.DO NOT INSTALL PLUMBING VENTS WITHIN 10' FROM A FRESH AIR INTAKE VENT.
WHERE SEWER LINES ARE ROUTED BELOW THE STRUCTURAL FOOTINGS OR WHERE SEWER LINES ARE ROUTED BELOW THE STRUCTURAL FOOTINGS OR 
THROUGH FOUNDATION WALLS, PROVIDE A PIPE SLEEVE. THE SLEEVE SHALL BE A THROUGH FOUNDATION WALLS, PROVIDE A PIPE SLEEVE. THE SLEEVE SHALL BE A 
MINIMUM 2 PIPE SIZES LARGER THAN THE PIPE PASSING BELOW THE FOOTING.MINIMUM 2 PIPE SIZES LARGER THAN THE PIPE PASSING BELOW THE FOOTING.
WHERE PLUMBING LINES PENETRATE A WALL OR WHERE PLUMBING LINES EXTEND WHERE PLUMBING LINES PENETRATE A WALL OR WHERE PLUMBING LINES EXTEND 
THROUGH FLOOR SLABS AND OR THICKENED SLABS, THE PLUMBING LINE SHALL THROUGH FLOOR SLABS AND OR THICKENED SLABS, THE PLUMBING LINE SHALL 
BE INSULATED WITH 3/4" THICK ARMAFLEX INSULATION.BE INSULATED WITH 3/4" THICK ARMAFLEX INSULATION.
INSTALL A FLEXIBLE RUBBER VALVE INSERT IN ADDITION TO THE DEEP SEAL TRAP INSTALL A FLEXIBLE RUBBER VALVE INSERT IN ADDITION TO THE DEEP SEAL TRAP 
ON ALL FLOOR DRAINS.ON ALL FLOOR DRAINS.
PROTECT ALL PENETRATIONS OF NON-FIRE RESISTANCE RATED ASSEMBLIES WITH PROTECT ALL PENETRATIONS OF NON-FIRE RESISTANCE RATED ASSEMBLIES WITH 
AN APPROVED NON-COMBUSTIBLE MATERIAL TO RESIST THE PASSAGE OF FLAME AN APPROVED NON-COMBUSTIBLE MATERIAL TO RESIST THE PASSAGE OF FLAME 
AND SMOKE.AND SMOKE.

UNDERGROUNDUNDERGROUND

FLOOR DRAINFLOOR DRAIN

VENT THRU ROOFVENT THRU ROOF

SHOCK ABSORBERSHOCK ABSORBER
OVER HEADOVER HEAD

SEWER OR WASTESEWER OR WASTE

POTABLE COLD WATER (CW)POTABLE COLD WATER (CW)

POTABLE HOT WATER (HW)POTABLE HOT WATER (HW)

HOT WATER PUMPED RETURNHOT WATER PUMPED RETURN

CHECK VALVECHECK VALVE

GLOBE VALVEGLOBE VALVE

VENT (OR EXIST. PIPE IF NOTED)VENT (OR EXIST. PIPE IF NOTED)

CLEANOUTCLEANOUT

UNIONUNION

TRAP GUARD VALVE (SEE SPECIFICATIONS)TRAP GUARD VALVE (SEE SPECIFICATIONS)

SYMBOLSSYMBOLS

U/GU/G

O/HO/H

FDFD

SASA

VTRVTR

COCO

TGTG

BALL VALVEBALL VALVE

AIR ADMITTANCE VALVEAIR ADMITTANCE VALVEAAVAAV

DEMOLITION NOTES:DEMOLITION NOTES:
1.1. REFER TO GENERAL NOTES ON THIS SHEET.REFER TO GENERAL NOTES ON THIS SHEET.

D1D1
DEMOLISH EXISTING SINK. PROTECT SUPPLY STOPS AND WASTE DEMOLISH EXISTING SINK. PROTECT SUPPLY STOPS AND WASTE 
ROUGH-IN FOR RECONNECTION.ROUGH-IN FOR RECONNECTION.

SHEET NOTES:SHEET NOTES:
1.1. REFER TO GENERAL NOTES ON THIS SHEETREFER TO GENERAL NOTES ON THIS SHEET

AA
CONNECT NEW PLUMBING FIXTURE TO EXISTING FIXTURE SUPPLY CONNECT NEW PLUMBING FIXTURE TO EXISTING FIXTURE SUPPLY 
AND WASTE ROUGH-INS.AND WASTE ROUGH-INS.

BB

ROUTE WASTE PIPING THROUGH SINK CABINET BASE. PENETRATE ROUTE WASTE PIPING THROUGH SINK CABINET BASE. PENETRATE 
WALL TO MEN 143 AND ROUTE WASTE PIPING THROUGH WALL TO MEN 143 AND ROUTE WASTE PIPING THROUGH 
LAVATORY CABINET BASE. CONNECT WASTE PIPING TO LAVATORY LAVATORY CABINET BASE. CONNECT WASTE PIPING TO LAVATORY 
WASTE. FIELD VERIFY EXISTING PIPE SIZE AND LOCATION.WASTE. FIELD VERIFY EXISTING PIPE SIZE AND LOCATION.

CC CONNECT TO EXISTING PIPING. FIELD VERIFY SIZE AND LOCATION.CONNECT TO EXISTING PIPING. FIELD VERIFY SIZE AND LOCATION.

132
SKILLS LAB

135
MECH/ELEC 134

CORRIDOR

141
WOMEN

143
MEN

133
MED ROOM

150
STUDENT BREAK

106
IT

151
STORAGE

105
LAUNDRY

STAIRS

104
RECEPTION

102
LOBBY

103
BREAKOUT

E132
CORRIDOR

107
OFFICE COORIDOR

108
OFFICE COMMONS

110
CAMPUS POLICE

113
OFFICE

115
CRITICAL CARE

130
FACULTY BREAK128

RR

127
RR

129
ELEC

131
FREE MECH

121
RR

122
RR

101
VESTIBULE

109
MECHMECH

145
MECH

149
MECH

142
JAN

3"
FD

3"
FD

2"2"

3"
 S

3"
 S

1/2" CW, 1/2" HW, & 1/2" CW, 1/2" HW, & 
2" S TO WASHING 2" S TO WASHING 
MACHINE WALL BOXMACHINE WALL BOX

2" V2" V

P-1P-1 P-1P-1

P-2P-2

P-2P-2

2"
 V

2"
 V

CONNECT NEW 2" V CONNECT NEW 2" V 
TO EXISTING VTRTO EXISTING VTR

4" S (EXISTING)4" S (EXISTING)

AA
BB

CC

CC

CC

2" V2" V
2" S2" S

CC

2" S2" S

1/2" CW TO ICEMAKER WALL BOX1/2" CW TO ICEMAKER WALL BOX

1/2" CW1/2" CW

CC

CCCC

CC

3/4" HW3/4" HW

3/4" CW3/4" CW

3/4" HW3/4" HW
(EXISTING)(EXISTING)

3/4" CW3/4" CW
(EXISTING)(EXISTING)

1 1/2" V1 1/2" VCC

2" V (EXISTING)2" V (EXISTING)

BB

3"3"
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 1/8" = 1'-0" 1/8" = 1'-0"
PLUMBING DEMOLITION FLOOR PLAN - LEVEL 1PLUMBING DEMOLITION FLOOR PLAN - LEVEL 1

 1/8" = 1'-0" 1/8" = 1'-0"
PLUMBING FLOOR PLAN - LEVEL 1PLUMBING FLOOR PLAN - LEVEL 1

FIXTURE SCHEDULEFIXTURE SCHEDULE
TAGTAG FIXTUREFIXTURE H.W.H.W. C.W.C.W. WASTEWASTE TRAPTRAP MTD. HEIGHTMTD. HEIGHT
P-1P-1 SIM LAB SINK (ADA)SIM LAB SINK (ADA) 1/2"1/2" 1/2"1/2" 2"2" 1-1/2"1-1/2" SEE "A" DWGSSEE "A" DWGS
P-2P-2 BREAK ROOM SINK (ADA)BREAK ROOM SINK (ADA) 1/2"1/2" 1/2"1/2" 2"2" 1-1/2"1-1/2" SEE "A" DWGSSEE "A" DWGS
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ELECTRICAL INFORMATION

SERVICE TRANSFORMER

By Utility

By College
750 KVA Primary

12470V

ELECTRICAL SERVICE INFORMATION

Service Voltage

Service Entrance Conductors Size

Total Connected Load

Estimated Maximum Demand

Available Fault Current in Symmetrical Amperes

Interrupting Capacity of Service Overcurrent
Device

GROUNDING ELECTRODE SYSTEM
COMPONENTS (NEC 250)

EMERGENCY SERVICE INFORMATION

Emergency Generator
No Yes

Fuel

Exit/Emergency Lights Backup Power
Integral Battery

Generator

Fire Alarm System

Manual Addressable

Class A

Class B

LIGHTNING PROTECTION PROVIDED No

Automatic

Yes

Existing

12470V

#1 AWG

360

300
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1

ELECTRICAL DEMOLITION PLAN

1. ELECTRICAL CONTRACTOR TO COORDINATE ALL DEMOLITION WITH GENERAL 
CONTRACTOR.

2. ELECTRICAL CONTRACTOR TO COORDINATE WITH GENERAL CONTRACTOR TO DE-
ENERGIZE AND "MAKE-SAFE" ALL ELECTRICAL IN AREA TO BE RENOVATED AND/OR 
DEMOLISHED BEFORE WORK BEGINS.

3. DASHED LINES DENOTE EXISTING WALLS TO BE DEMOLISHED.

4. ELECTRICAL CONTRACTOR TO REMOVE ALL EXISTING ELECTRICAL COMPONENTS NO 
LONGER IN USE. (WIRE, CONDUIT, HANGARS, ETCETERA)

5. LIGHTER COLORED RECEPTACLES WITH "ex" ADJACENT DENOTES EXISTING 
RECEPTACLES TO REMAIN. 

6. "re" DENOTES EXISTING DEVICE TO BE RELOCATED TO LOCATION SHOWN.

7. ELECTRICAL CONTRACTOR TO REMOVE ANY CEILING MOUNTED DEVICES (SHOWN OR 
NOT SHOWN). ELECTRICAL CONTRACTOR TO STORE DEVICES IN SAFE PLACE TO BE 
REINSTALLED AFTER CEILING WORK IS COMPLETE.

8. THE CONTRACTOR SHALL SURVEY THE ELECTRICAL SYSTEMS IN THE AREA TO BE 
DEMOLISHED PRIOR TO START OF CONSTRUCTION. THE CONTRACTOR SHALL ACCOMPLISH 
THE ELECTRICAL DEMOLITION IN A MANNER THAT SHALL NOT AFFECT THE OPERATION OF 
THE ELECTRICAL SYSTEMS IN OTHER AREAS OF THE BUILDING THAT ARE OUTSIDE THE 
LIMITS OF CONSTRUCTION FOR THIS PROJECT.

9. IN LOCATIONS WHERE WALLS ARE BEING DEMOLISHED THE CONTRACTOR SHALL 
REMOVE ALL ELECTRICAL DEVICES  INCLUDING BACKBOXES, CONDUIT AND CONDUCTORS 
BACK TO THE SOURCE PANEL. WHERE CIRCUITS ARE SHARED WITH OTHER DEVICES THAT 
ARE INTENDED TO REMAIN, THE CONTRACTOR SHALL MAKE PROVISION TO KEEP THE 
OTHER DEVICES OPERATIONAL AT THE END OF CONSTRUCTION.

10. WHERE POWER AND LIGHTING CIRCUITS ONLY SERVE THE AREA BEING DEMOLISHED, 
THE CONTRACTOR SHALL REMOVE THE DEVICE AND ANY ASSOCIATED BOXES, CONDUIT 
AND CONDUCTORS BACK TO THE SOURCE PANEL. IF THE BREAKER IS COMPLETELY 
CLEARED OF ANY LOAD THE CONTRACTOR SHALL PLACE THE BREAKER IN THE OFF 
POSITION  AND REVISE THE PANEL DIRECTORY CARD TO REFLECT THE BREAKER IS A 
SPARE.

11. WHERE LIFE SAFETY TYPE SYSTEMS, FIRE ALARM ETC. ARE AFFECTED BY THE 
ELECTRICAL DEMOLITION THE CONTRACTOR SHALL ENSURE THE THAT EACH SYSTEM 
REMAINS FUNCTIONAL IN AREAS OUTSIDE THE LIMITS OF CONSTRUCTION. AT THE END OF 
THE RENOVATION ALL LIFE SAFETY TYPE SYSTEMS SHALL BE CERTIFIED TO BE IN CORRECT 
CODE COMPLIANT OPERATING CONDITION.

12. PRIOR TO THE START OF DEMOLITION THE CONTRACTOR SHALL SURVEY THE EXTENTS 
OF THE AREA IN THIS PROJECT AND VERIFY ALL FIXTURES AND DEVICES THAT WILL BE 
REMOVED AS PART OF THE DEMOLITION.

13. HATCHED AREA DENOTES EXISTING AREA WHERE NO WORK IS TO BE PERFORMED.

14. CONTINUITY OF ANY CIRCUIT INTERRUPTED BY DEMOLITION MUST BE REPAIRED SO 
THAT CONTINUITY IS MAINTAINED.

15. CIRCUIT DESIGNATIONS SHOWN ON THIS PLAN WERE TAKEN FROM THE 2012 AS-BUILT 
DOCUMENTS. ELECTRICAL CONTRACTOR TO FIELD VERIFY CIRCUIT DESIGNATIONS. 

16. ELECTRICAL CONTRACTOR IS TO FIELD VERIFY EXISTING CONDITIONS AND DEMOLITION 
RESPONSIBILITIES ARE NOT NECESSARILY LIMITED TO THOSE LISTED BELOW. WORK 
INCLUDES REMOVAL AND LEGAL DISPOSAL OF ALL EXISTING CONSTRUCTION ITEMS THAT 
ARE NOT UTILIZED IN THE FINISHED CONSTRUCTION PROJECT. REMOVE ALL ITEMS 
SPECIFICALLY INDICATED IN THE DRAWINGS AND ITEMS WHICH ARE NECESSARY TO BE 
REMOVED IN ORDER TO FACILICATE THE NEW CONSTRUCTION WORK. PERFORM 
DEMOLITION IN A NEAT AND ORDERLY MANNER TO MINIMIZE DISRUPTIONS. SALVAGEABLE 
ITEMS TO BE TURNED OVER TO OWNER. 

17. THE ELECTRICAL CONTRACTOR SHALL NOTIFY THE OWNER A MINIMUM OF 72 HOURS 
PRIOR TO ANY DISRUPTION OF SERVICES, INCLUDING LIFE SAFETY SYSTEMS. EXISTING LIFE 
SAFETY SYSTEMS SHALL BE MAINTAINED THROUGHOUT THE COURSE OF WORK.

18. DO NOT ABANDON BRANCH CIRCUIT WIRING ABOVE CEILINGS OR IN WIREWAYS.

19. ALL RACEWAYS & ACCESSIBLE CABLES, NO LONGER IN USE, SHALL BE REMOVED 
MAINTAIN, OR RESTORE IF INTERRUPTED BY REMOVALS OR IN PATH OF NEW 
CONSTRUCTION, ALL CONDUITS, BRANCH CIRCUITS, AND FEEDERS PASSING THROUGH AND 
SERVING UNDISTURBED AREAS (SHOWN ON NOT SHOWN).

20. BIDDER/CONTRACTOR SHALL VISIT THE SITE, EXAMINE AND VERIFY CONDITIONS UNDER 
WHICH THE WORK SHALL BE CONDUCTED AND ACCOUNT FOR FIELD CONDITIONS AND 
DIMENSIONALCONSIDERATIONS IN ALL BIDS SUBMITTED. 

DENOTES EXISTING WIREMOLD TO BE DEMOLISHED. ELECTRICAL CONTRACTOR TO 
PREPARE EXISTING CIRCUIT TO BE REUSED FOR NEW RECEPTACLES. SEE SHEET E200 
POWER PLAN. 

DENOTES EXISTING WIREMOLD TO BE DEMOLISHED. ELECTRICAL CONTRACTOR TO 
PREPARE EXISTING CIRCUITS TO BE REUSED FOR NEW SURFACE MOUNTED RACEWAY 
AND RECEPTACLES. SEE SHEET E200 POWER PLAN.

DENOTES EXISTING DATA DEVICE TO BE REMOVED. ELECTRICAL CONTRACTOR TO 
REMOVE ALL EXISTING DEVICE BOXES, CONDUIT & DATA CABLING BACK TO NEAREST 
JUNCTION BOX. SEE SHEET E200 FOR NEW LOCATION OF DATA DEVICES. COORDINATE 
WITH A/V CONTRACTOR AND SCC INFORMATION TECHNOLOGY GROUP PRIOR TO 
DEMOLISHING ANY DEVICES.

DENOTES EXISTING RECEPTACLE TO BE REMOVED. ELECTRICAL CONTRACTOR TO 
REMOVE ALL CONDUIT, WIRING, DEVICE BOXES ASSOCIATED WITH DEVICE BACK TO 
NEAREST JUNCTION BOX.

DENOTES EXISTING HVAC UNIT TO BE DEMOLISHED. ELECTRICAL CONTRACTOR TO 
REMOVE ALL WIRING AND CONDUIT ASSOCIATED WITH UNIT BACK TO PANEL THAT 
SERVES IT.

DENOTES EXISTING FIRE ALARM DEVICE TO BE RELOCATED. SEE SHEET E500 FIRE 
ALARM PLAN FOR NEW LOCATION.

DENOTES WALL TO BE DEMOLISHED. ELECTRICAL CONTRACTOR TO REMOVE ALL DEVICE 
BOXES, WIRE, CONDUIT, AND FACE PLATES LOCATED IN WALL TO BE DEMOLISHED. 
REMOVE WIRE AND CONDUIT BACK TO NEAREST JUNCTION BOX.

DENOTES EXISTING CEILING MOUNTED SMOKE DETECTOR/HEAT SENSOR TO BE 
REMOVED DURING DEMO PHASE AND RE-INSTALLED DURING UP-FIT PHASE.

DENOTES LOCATION OF EXISTING WATTSTOPPER AS-100 SWITCH TO BE RELOCATED TO 
NEW WALL. SEE SHEET E400 FOR NEW LOCATION.

ELECTRICAL CONTRACTOR TO REMOVE EXISTING LIGHT FIXTURES. PREPARE EXISTING 
CIRCUITS FOR NEW LIGHTS. SEE SHEET E400 FOR ADDITIONAL INFORMATION.

DENOTES NEW GFI TYPE RECEPTACLE TO BE INSTALLED IN EXISTING DEVICE BOX. 
ELECTRICAL CONTRACTOR TO RE-WIRE NEW RECEPTACLE TO NEW CIRCUIT AS 
INDICATED.
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1/8" = 1'-0"
1

POWER PLAN

1. ELECTRICAL CONTRACTOR TO REMOVE ALL EXISTING WIRE AND CONDUIT NO LONGER IN 
USE.

2. LIGHTER COLORED RECEPTACLES WITH "ex" ADJACENT TO DEVICE DENOTES EXISTING 
RECEPTACLES TO REMAIN. 

3. COORDINATE ALL ELECTRICAL WORK WITH GENERAL CONTRACTOR AND OTHER TRADES 
ON THE SITE BEFORE INSTALLATION.

4. ELECTRICAL CONTRACTOR TO VERIFY FINAL LOCATION OF DEVICE BOXES WITH 
OWNER/EQUIPMENT PRIOR TO INSTALLING.

5. ALL LOW VOLTAGE CABLING TO BE CAT6A AND PLENUM RATED.

6. ALL SURFACE MOUNTED RACEWAY SHALL BE INSTALLED IN A NEAT AND ORDERLY 
FASHION AND ROUTED PERPENDICULAR AND PARALLEL TO BUILDING LINES.

7. ELECTRICAL CONTRACTOR TO APPLY UL LISTED FIRE STOP TO ALL PENETRATIONS 
THROUGH FIRE RATED WALLS EQUAL TO OR EXCEEDING RATING OF EXISTING WALL. SEE 
FIRE STOP DETAILS ON SHEET E003.

8. APPLY LABELS ADJACENT TO ALL FIRE PENETRATIONS INDICATING THE UL APPROVED 
FIRE CAULKING SYSTEM UTILIZED AT THE PENETRATION.

9. THE OVER THE FLOOR RACEWAY SYSTEM TO BE PROVIDED AND INSTALLED BY 
ELECTRICAL CONTRACTOR, CONNECTIONS BY ELECTRICAL CONTRACTOR. COORDINATE 
WITH OWNER, MANUFACTURER & INSTALLATION GUIDE. OWNER TO PROVIDE FINISH 
COLOR. PROVIDE ALL PARTS AND COMPONENTS FOR A COMPLETE AND WORKING SYSTEM.

10. ELECTRICAL CONTRACTOR TO PROVIDE PULL STRING IN ALL LOW VOLTAGE CONDUIT. 

DENOTES 3/4" CONDUIT WITH PULL STRING STUBBED ABOVE CEILING.

DENOTES CEILING MOUNTED JUNCTION BOX FOR MOTORIZED PROJECTION SCREEN. 
REFER TO SHEET E003 - AUDIO VISUAL EQUIPMENT LIST AND AUDIO-VISUAL EQUIPMENT 
ATTACHMENT: PROPOSED IT_MULTIMEDIA PLAN.REV6.18.21 IN THE PROJECT MANUAL 
FOR MORE INFORMATION REGARDING LECTURE HALL 01 RM 146 AND LECTURE HALL 02 
RM 148.

DENOTES DATA CONNECTION FOR AN INFORMACAST CLOCK MOUNTED AT AN 
ELEVATION OF 7'-0". REFER TO SHEET E003 - AUDIO VISUAL EQUIPMENT LIST AND AUDIO-
VISUAL EQUIPMENT ATTACHMENT: PROPOSED IT_MULTIMEDIA PLAN.REV6.18.21 IN THE 
PROJECT MANUAL FOR MORE INFORMATION.

DENOTES CONDUIT STUBBED THROUGH ELEVATED PLATFORM FLOORS TO PROVIDE 
POWER TO LECTURE TABLES. CIRCUIT TO BE FED THROUGH TABLE LEGS. 

DENOTES OVER THE FLOOR CONNECTRAC RACEWAY TO FEED FURNITURE NOT SITTING 
ON ELEVATED PLATFORM FLOORS. SEE NOTE 9.

DENOTES QUANTITY (1) RECEPTACLE AND DATA FOR WALL MOUNTED TELEVISION 
MONITOR AND QUANTITY (1) RECEPTACLE BELOW AT NORMAL RECEPTACLE HEIGHT. 
COORDINATE EXACT HEIGHT OF TELEVISION RECEPTACLE/DATA WITH AV 
CONTRACTOR/OWNER PRIOR TO INSTALLING. 

DENOTES QUANTITY (1) RECEPTACLE AND DATA FOR WALL MOUNTED TELEVISION 
MONITOR. HEIGHT OF TELEVISION RECEPTACLE/DATA SHOWN ON THE DRAWING. REFER 
TO SHEET E003 - AUDIO VISUAL EQUIPMENT LIST AND AUDIO-VISUAL EQUIPMENT 
ATTACHMENT: PROPOSED IT_MULTIMEDIA PLAN.REV6.18.21 IN THE PROJECT MANUAL 
FOR MORE INFORMATION.

DENOTES SURFACE MOUNTED RACE WAY WIREMOLD. LEGRAND SERIES 4000 STEEL 
RACE WAY OR APPROVED EQUAL. 

DENOTES NEW GFI TYPE RECEPTACLE TO BE INSTALLED IN EXISTING DEVICE BOX. 
ELECTRICAL CONTRACTOR TO RE-WIRE NEW RECEPTACLE TO NEW CIRCUIT AS 
INDICATED.

DENOTES NEW RECEPTACLE FED FROM ABOVE VIA SURFACE MOUNTED RACE WAY 
LEGRAND SERIES 2400 STEEL RACEWAY OR APPROVED EQUAL.

DENOTES MOBILE CONFERENCING AND PRESENTATION SYSTEM. REFER TO SHEET 
E003 - AUDIO VISUAL EQUIPMENT LIST AND AUDIO-VISUAL EQUIPMENT ATTACHMENT: 
PROPOSED IT_MULTIMEDIA PLAN.REV6.18.21 IN THE PROJECT MANUAL FOR MORE 
INFORMATION

REFER TO SHEET E003 - AUDIO VISUAL EQUIPMENT LIST AND AUDIO-VISUAL EQUIPMENT 
ATTACHMENT: PROPOSED IT_MULTIMEDIA PLAN.REV6.18.21 IN THE PROJECT MANUAL 
FOR MORE INFORMATION REGARDING CLASSROOM 144 EQUIPMENT. 

DENOTES WIRELESS ACCESS POINT. REFER TO SHEET E003 - AUDIO VISUAL EQUIPMENT 
LIST AND AUDIO-VISUAL EQUIPMENT ATTACHMENT: PROPOSED IT_MULTIMEDIA 
PLAN.REV6.18.21 IN THE PROJECT MANUAL FOR MORE INFORMATION REGARDING THE 
LOCAL AREA NETWORK. 

DENOTES SECURITY CAMERA. COORDINATE EXACT CAMERA EQUIPMENT AND LOCATION 
OF CEILING MOUNTED DATA OUTLET WITH AV CONTRACTOR/OWNER PRIOR TO 
INSTALLING. TERMINATE ABOVE CEILING WITH PANDUIT CJ688TGIW MINI-COM JACK 
MODULE. LABEL EACH WIRE BY LOCATION. EXAMPLE, 01-02-12 IS RACK1 - PATCH PANEL 
2 - PORT 12. REFER TO SHEET E003 - AUDIO VISUAL EQUIPMENT LIST AND AUDIO-VISUAL 
EQUIPMENT ATTACHMENT: PROPOSED IT_MULTIMEDIA PLAN.REV6.18.21 IN THE PROJECT 
MANUAL FOR MORE INFORMATION.

DENOTES AN EXISTING DATA OUTLET REQUIRING ADDITONAL CAPACITY. PROVIDE 
ADDITIONAL DATA CABLES (CAT6E) AND REPLACE FACE PLATE TO ACCOMODATE EXTRA 
DATA JACKS. TOTAL QUANTITY IS NOTED BY NUMBER NEXT TO DATA DEVICE.
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KEY PLAN

1. COORDINATE ALL ELECTRICAL WORK WITH GENERAL AND MECHANICAL CONTRACTOR, 
AND OTHER TRADES ON THE SITE BEFORE INSTALLATION.

2. "FWE" ADJACENT TO DEVICE DENOTES DEVICE FURNISHED WITH EQUIPMENT.

3. ELECTRICAL CONTRACTOR TO VERIFY EXACT ELECTRICAL INFORMATION WITH HVAC 
NAMEPLATE DATA PRIOR TO PURCHASING AND INSTALLING WIRING, CONDUIT, AND CIRCUIT 
BREAKER.

4. ALL DISCONNECT SWITCHES TO BE "HEAVY DUTY" TYPE. 

DENOTES HARD WIRED CONNECTION FOR UNDER COUNTER AUTOMATIC FAUCETS. 
ELECTRICAL CONTRACTOR TO COORDINATE EXACT MOUNTING HEIGHT WITH 
MECHANICAL CONTRACTOR PRIOR TO INSTALLATION. COORDINATE EXACT ELECTRICAL 
REQUIREMENTS WITH EQUIPMENT CUTSHEET PRIOR TO INSTALLATION.

ELECTRICAL CONTRACTOR TO DISCONNECT POWER TO EXISTING 120V CONDENSATE 
PUMP CURRENTLY LOCATED AT THE NEW UNIT'S LOCATION. UTILIZE EXISTING FEEDERS 
TO CONNECT TO NEW CONDENSATE PUMP. COORDINATE EXACT LOCATION OF NEW 
PUMP WITH MECHANICAL CONTRACTOR. 

ELECTRICAL CONTRACTOR TO PROVIDE POWER TO NEW DUCTLESS SPLIT SYSTEM AS 
INDICATED. WIRE TO EXISTING PANEL RP4 (34,36) WITH (2)#12,#12G IN (1)3/4"C. 
COORDINATE EXACT LOCATION OF UNIT WITH MECHANICAL CONTRACTOR PRIOR TO 
INSTALLING. COORDINATE UNIT CONTROLS WITH MECHANICAL CONTROLS 
CONTRACTOR PRIOR TO INSTALLATION.

1

1/8" = 1'-0"
1
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2. ULTRASONIC CEILING MOUNTED SENSORS REQUIRE THAT THEY BE 

NO CLOSER THAN 6 FEET TO AIR SUPPLY/RETURN REGISTERS.

1. ALL SENSOR LOCATIONS ARE APPROXIMATE. REFER TO 
MANUFACTURER'S INSTALLATION INSTRUCTIONS PRIOR TO 

INSTALLATION.

3. ONE POWER PACK IS REQUIRED FOR EACH CIRCUIT CONTROLLED.

OCCUPANCY SENSOR NOTES

OS1

PP

S

S3

S4

WS1

LIGHTING CONTROL LEGEND

20 AMP, SPEC GRADE.
LOCAL TOGGLE SWITCH, S.P.S.T.,

LOCAL TOGGLE SWITCH, 3-WAY
20 AMP, SPEC GRADE.

CEILING MOUNTED DUAL-TECHNOLOGY OCCUPANCY SENSOR
WATTSTOPPER
CATALOG #DT-300

WATTSTOPPER
POWER PACK

CATALOG #BZ-150

LOCAL TOGGLE SWITCH, 4-WAY
20 AMP, SPEC GRADE.

WALL MOUNTED OCCUPANCY SENSOR
WATTSTOPPER
CATALOG #DSW-301-FINISH

D
WALL MOUNTED DIMMER (0-10V DIMMING)
WATTSTOPPER
CATALOG #H4FBL3PTC-FINISH
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1

LIGHTING PLAN

1. ALL LIGHT FIXTURES SHALL MEET SEISMIC REQUIREMENTS OF ASCE 7.

2. ALL LAY-IN LIGHT FIXTURES SHALL HAVE 12 GAUGE WIRE HANGERS PLACED ON 
DIAGONAL CORNERS ATTACHED DIRECTLY TO BUILDING STRUCTURE. ANY RECESSED 
LIGHT FIXTURE WEIGHING MORE THAN 50 LBS SHALL BE SUPPORTED FROM ALL FOUR 
CORNERS.

3. LIGHT FIXTURES DENOTED WITH THE SUFFIX "E" AND A DIAGONAL LINE DENOTES 
FIXTURES WITH EMERGENCY BATTERY BACK-UP BALLAST REQUIRING UN-SWITCHED "HOT" 
WIRE FOR BATTERY CHARGING.

4. ELECTRICAL CONTRACTOR SHALL WIRE ALL EMERGENCY EGRESS FIXTURES AND EXIT 
SIGNS UN-SWITCHED TO LIGHTING CIRCUIT IN ROOM WHERE EGRESS FIXTURES ARE 
MOUNTED.

5. IN ROOMS THAT HAVE BOTH OCCUPANCY SENSOR AND SWITCH/SWITCHES, WIRE 
OCCUPANCY SENSOR AHEAD OF AND IN SERIES WITH SWITCH/SWITCHES.

6. MOUNT POWER PACKS/ROOM CONTROLLERS ABOVE CEILING IN ACCESSIBLE LOCATION.

7. "ex" DENOTES EXISTING DEVICE TO REMAIN.

8. "re" DENOTES EXISTING DEVICE TO BE RELOCATED TO LOCATION SHOWN.

9. ELECTRICAL CONTRACTOR TO PROVIDE ALL 0-10V DIMMING TO MAKE A COMPLETE 
DIMMING SYSTEM. 

10. HALF SHADED LIGHTING FIXTURES WITH "NL" DENOTES FIXTURES THAT ARE WIRED 
UNSWITCHED "HOT" TO INDICATE CIRCUIT AS NIGHT LIGHT. 

DENOTES NEW EXIT SIGN TO BE PURCHASED AND INSTALLED BY ELECTRICAL 
CONTRACTOR. WIRE TO EXISTING AREA LIGHTING CIRCUIT UNSWITCHED AHEAD OF ANY 
POWER PACKS/OCCUPANCY SENSORS.

DENOTES NEW LOCATION OF EXISTING AS-100 SWITCH FOR CONTROL OF NEW FIXTURES 
IN COMMON SPACES. 

DENOTES NEW FIXTURES WIRED TO EXISTING LIGHTING CIRCUIT IN ROOM. ELECTRICAL 
CONTRACTOR TO UTILIZE EXISTING RELAYS AND CONTROLS, SO THAT THE NEW 
FIXTURES ARE CONTROLLED IN THE SAME MANNER AS EXISTING.

WIRE NEW FIXTURES TO EXISTING LIGHTING CIRCUIT IN ROOM. UTILIZE EXISTING 
LIGHTING CONTROLS.  

DENOTES AREA WHERE EXISTING LIGHTING IS TO REMAIN.

WIRE NEW FIXTURES TO EXISTING LIGHTING CIRCUIT IN ROOM. ELECTRICAL 
CONTRACTOR TO INSTALL NEW LIGHTING CONTROLS AS INDICATED. 
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FIRE ALARM SYSTEM STROBE UNIT

FIRE ALARM SYSTEM HORN/STROBE UNIT

DUCT DETECTOR. HVAC UNIT DESIGNATION BELOW.

HEAT SENSOR

SMOKE DETECTOR

FIRE ALARM LEGEND

BE CEILING MOUNTED

FIRE ALARM MANUAL PULL STATION

ADJACENT TO DEVICE DENOTES DEVICE TO

MAIN FIRE ALARM CONTROL PANEL

FIRE ALARM ANNUNCIATOR PANEL, RECESSED

SMOKE DETECTOR WITH CO2 BASE
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1

FIRE ALARM PLAN

1. THIS PROJECT SHALL COMPLY WITH ALL APPLICABLE STATE AND LOCAL CODE.

2. MOUNT SMOKE DETECTOR WITHIN 5 FEET OF FACP AND NAC PANELS.

3. ALL FIRE ALARM SYSTEM WIRING SHALL BE ROUTED IN TYPE EMT CONDUIT. CONDUIT 
SHALL BE PAINTED WITH A RED STRIPE AT 10 FOOT INTERVALS AND JUNCTION BOX COVERS 
SHALL BE PAINTED RED.

4. MANUAL PULLS SHALL BE MOUNTED WITHIN 5 FEET OF WHERE PRESSURE IS APPLIED TO 
OPEN DOOR.

5. ALL STROBE LIGHTS TO BE SYNCHRONIZED.

6. STROBE OR SPEAKER STROBES SHALL NOT BE MOUNTED MORE THAN 15 FEET FROM THE 
END OF CORRIDORS.

7. FIRE ALARM CONTRACTOR TO COORDINATE MOUNTING OF DEVICES WITH LIGHT 
FIXTURES, AUDIO SPEAKERS, MECHANICAL VENTS, AND ALL OTHER CEILING MOUNTED 
EQUIPMENT. SO AS TO NOT BLOCK VIEW OF THE AUDIO VISUALS.

8. ALL PENETRATIONS THROUGH FIRE RATED WALLS SHALL BE LABELED AS FIRE WALLS 
AND SHALL BE CAULKED WITH A UL APPROVED FIRE CAULKING SYSTEM EQUAL TO OR 
GREATER THAN THE RATING OF THE FIRE WALL. A LABEL SHALL BE APPLIED INDICATING 
THE APPROVED UL TYPE SYSTEM UTILIZED AT EACH PENETRATION.

9. ALL CIRCUIT BREAKERS FEEDING FIRE ALARM COMPONENTS SHALL HAVE A LOCKING 
DEVICE RED IN COLOR.

10. INSTALL A LABEL INDICATING THE DATE OF MANUFACTURER FOR ALL FIRE ALARM PANEL 
BACK-UP BATTERIES.

11. NEW FIRE ALARM DEVICES TO BE UL RATED AND COMPATIBLE WITH EXISTING NOTIFIER 
FIRE ALARM SYSTEM.

12. FIRE ALARM CONTRACTOR TO COORDINATE WITH FIRE PROTECTION CONTRACTOR TO 
VERIFY ALL THE QUANTITIES AND LOCATIONS OF ALL FIRE PROTECTION COMPONENTS 
REQUIRING MONITORING.

13. "NEW" ADJACENT TO DEVICE DENOTES NEW FIRE ALARM DEVICE TO BE INSTALLED.

14. LIGHTER COLORED DEVICES WITH "ex" ADJACENT DENOTES EXISTING DEVICES TO 
REMAIN. 

15. "re" DENOTES EXISTING DEVICE TO BE RELOCATED TO LOCATION SHOWN.

DENOTES EXISTING HORN STROBE TO BE RELOCATED TO NEW LOCATION AS INDICATED.

DENOTES EXISTING DEVICE TO BE REINSTALLED AFTER NEW CEILING IS INSTALLED.

DENOTES EXISTING DEVICE WITH A RATING OF 75cd TO BE ADJUSTED TO 15cd.
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